STATE OF IDAMO

N DEPARTMENT OF
ENVIRONMENTAL QUALITY

1410 North Hitton « Boise, idaho B3706-1255 + (208) 373-0502 Dirk Kampthome, Governor
: Tori Hardesty, Direcor

March 25, 2005
Certified Mail No. 7000 0520 0016 0850 4554

Tommy Arnett

Rathdrum Power LLC
- P.O. Box 995

Rathdrum, ID> 83858

RE:  Facility ID No, 055-00045, Rathdrum Power LLC, Rathdrum
Final Tier I Operating Permit

Dear Mr. Amett:

The Idaho Department of Environmental Quality (DEQ) is issuing Tier ] Operating Permit No,
TI1-020108 for Rathdrum Power LLC in accordance with IDAPA 58.01.01.300 through 386,
Rules for the Control of Air Pollution in ldaho (Rules).

The enclosed permit is effective immediately, summarizes the applicable requirements for your
facility, and requires an annual compliance certification for all emissions units,

The enclosed operating permit is based on the information contained in your permit application,
received April 11, 2002. Modifications to and/or renewal of this operating permit shall be
requested in a timely manner in accordance with the Rules.

A representative of the Coeur d’ Alene Regional Office will contact you regarding a meeting with
DEQ to discuss the permit terms and requirements. DEQ recommends the following
representatives attend the meeting: your facility’s plant manager, responsible official,
environmental contact, and any operations staff responsible for day-to-day compliance with
permit conditions.

Pursuant to IDAPA 58.01.23, you, as well as any other entity, may have the right to appeal this
final agency action within 35 days of the date of this decision. However, prior to filing a petition

for a contested case, I encourage you to call Bill Rogers at (208) 373-0502 to address any
questions or concerns you may have with the enclosed permit.

Sincerely, _

Fheite S

Martin Bauer, Administrator
Air Quality Division

MB/BR/sd Permit No. T1-020108

Enclosure
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Bili Rogers, Permit Coordinator
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Joan Lechtenberg, Public Comment
Permit Binder
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Phyllis Heitman (Ltr Only)
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PERMIT No.: T1-G20108

Air Qualité ERM FACILITY ID No.: 055-00045
TIER 1 OPERATING P 1T AQCR: 62 CLASS: SM80

State of ¥daho SIC: 4911 ZONE: 11
Department of Environmental Quality
UTM COORDINATE (kin): 505.7, 5292.2

PERMITTEE

Rathdrum Power LLC
PROJECT

270 MW Gas Turbine Power Generation Facility
MAILING ADDRESS CIYY STATE YAl
PO Box 995 Rathdrum D 83858
FACILITY CONTACT TYFLE TELEPHONE

Blake Bolt Compliance Supervisor 1 208-687-5570 ext, 229
RESPONSIBLE OFFICIAL TITLE TELEPHONE

Tommy Arnett Plant Manager 208-687-3570
EXACT PLANT LOCATION | COUNTY

920 Lancaster Road Kootenai
GENERAL NATURE OF BUSINESS & KINDS OF PRODUCTS

Electric power generation
PERMIT AUTHORITY

This Tier I operating permit is issued pursuant to Idaho Code §39-115 and the Rules for the Control of Air Pollution
in Idaho, IDAPA 58.61.01.300 - 386, The permittec shall comply with the terms and conditions of this permit.

This permit incorporates all applicable terms and conditions of prior air quality permits issued by the Department of
Environmental Quality (DEQ) for the permitted source, unless the permittee emits toxic pollutants subject fo state-
only requirements pursuant to IDAPA 58.01.01.210, and the permittee elects not to incorporate those terms and

conditions into this operating permit.

The effective date of this permit is the date of signature by DEQ on the cover page.

mﬁa REBRQWON DATE ISSUED: March 28, 2005

TON{ HARDESTY, BERECTOR
DEPARTMENT OF ENVIRONMENTAL QUALITY DATE EXPIRES: February 23, 2010

THKisd Permit No. T1-020508 GAAIR QUALITYSTATIONARY SOURCESS LTINTPRATHDRUM POWERFINALITI-G20108 FINAL PMT.DOC
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ACFM
AQCR
ASTM
BAAQMD
CEMS
CFR
co
COMS
DEQ
DLN
dscf
EPA

H,S
HAPs
Hg

HRSG
hriyr
IDAPA

lb/hr
I/ MMBtu

MMBtvhr

ng/¥
NO,
NOx
NSPS
PM
PMie

ppm
ppmvd
PTC

scf
SCR
SIC
St
S0,
T/day

Thyr
US.C.
UT™
vVOC

Acronyms, Units, and Chemical Nomenclature

actual cubic feet per minute

Air Quality Control Region

American Society for Testing and Materiais
Bay Ares Air Quality Management District
Continuous Emissions Moniforing System
Code of Federal Regulations

carbon monoxide

Continuous Opacity Monitoring System
Department of Environmental Quality

dry low-NQ, combustors used in a gas turbine
dry standard cubic feet

U.S. Environmental Protection Agency
feet or foot

grain (1 ib = 7,000 grains)

hydrogen sulfide

hazardous air pollutanis

mercury

horsepower

heat recovery steam generator

hours per vear :

a numbering designation for all administrative rules in Idaho promulgated in accordance with

the Idaho Administrative Procedures Act
kilometer

pounds per hour

pounds per million British thermal units
millimeters

million British thermal units per hour
megawatts

nanograms per joule

nitrogen dioxide

nitrogen oxides

New Source Performance Standards
particulate maiter

particulate matter with an acrodynamic diameter less than or equal to a nominal 10

micrometers

parts per million

parts per million by volume on a dry basis
permit to construct

relative accuracy

standard cubic feet

selective catalytic reduction
Standard Industrial Classification
State Implementation Plan

sulfir dioxide

fons per day

Total Reduced Sulfur

tons per year

United States Code

Universal Transverse Mercator
volatile organic compound
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Rathdrum Power LI.C

Facility 1D No. 055-00045

March 25, 2005

March 25, 2010

Rathdrum, Idaho

1. TIER | OPERATING PERMIT SCOPE

Purpose

1.1 This initial Tier I operating permit establishes facility-wide requirements in accordance with the Idaho
SIP control strategy and the Rules for the Control of Air Pollution in Idaho.

1.2 This Tier [ permit incorporates the following permit:

PTC No. P-620116, issued October 12, 2004

Regulated Sources

1.3 Table 1.1 lists all sources of emissions regulated i this Tier I operating permit.

‘Table 1.1 REGULATED SOURCES

Permit Section

Source Description

Emissions Control(s)

3,6

Gas turbine with duct burners

Manufacturer: General Electric, Model PG7241FA, with
advanced dry low-NQ, combustors (DLN 1)

‘Fypicai operation: Base load (70-100% load range}
Nominal Output: 270 MW

Turbine rated heat input: 1518 MMBa/hr

Duct bumer rated heat input: 230 MMBuu/hr

Fuels: Natural gas exclusively

Stack: 150 ft high, 15 ft diameter, vertical exit, uncovered
Stack exit gas: 1,085,000 acfm at 180°F

Selective caialytic reduction {(SCR)
with agueous ammonia injection
Manufacturer: Hitachi

Cataiytic oxidation
Manufiacturer: Engethard

Auxiliary boiler (startup boiler)

Manufacturer: Vapor Power, Model TGS905AHK S00LN,
with low-NO, burners

Rated output: 17,200 Ib/hr of steam, 500 horgepower
Rated heat input: 16.7 MMBtu/hr

Fuel: Naturai gas

Flue gas recirculation
Manufacturer; Vapor Power

Fuel pre-heater

Manufacturer: NATCO, Mode] 2E78%with low-NO, bumers
Rated heat input: 4.0 MMBuav/hr

Fuel: Natural gas

None

Diesel-fired emergency generator
Manufacturer: Detroit Diesel, Mode! 6063-TK35

Rated capacity: 550 horsepower

None

Diesel-fired emergency fire pump
Manufacturer: Clark-Detroit Diesel, Model PDFPOGYR

Rated capacity: 185 horsepower

None

Page 4 of 47



AIR QUALITY TIER I OPERATING PERMIT NUMBER T1-020108

Rathdrum Power LLC Date Issued; March 25, 2005

Facility ID No. 055-00045

Rathdrum, Idaho Date Expires: March 25, 2010

2. FACILITY-WIDE PERMIT CONDITIONS
The following table contains a summary of requirements that apply generally to emissions units at the
facility.
Table 2.1 FACILITY-WIDE APPLICABLE REQUIREMENTS SUMMARY
Permit Parameter Permit Limit/ Applicable 05:2‘3&‘;%;::3?;‘
Condition Standard Summary Requirements Reference Requirements
2.1 Fugitive emissions | Reasonable precautions EDAPA 58.01.01.650-651 | 2.2,2.3,24,2.12
2.5 Odoraus gas, | No emissions that cause air pollution IDAPA $8.01.01.775-776 | 2.6,2.12,2.18
Hquids, or solids
g . 20% opacity for no more than three
27 Visible emisstons minutes in any 60-minute period IDAPA 5B.01.01.625 28,212,218
29 Excess emissions | ogPance With IDAPA SS.OLOLE30- 1 ipapa s8.01.01.130 29,2.12,2.13, 2.18
P Mw, PM’ NGXv
80y, CO, VOC, . :
2.1% opacity, and Compiiance testing 1IDAPA 58.01.61.157 210,212,219
armonia
214 Open burning h dacordance with IDAPA S8.01.01.600- | 1pApA 58.01.01.600-616 | 212
Compliance with 40 CFR 81, Subpart M
215 Asbestos for renovation/demolition 40 CFR 61, Subpart M 212
; Compliance with Risk Managerent Plan
216 Ammonia and other 40 CFR Part 68 requirements 40 CFR Part 68 212
Recycling and Reduce emissions of Class | and Class {}
247 emission refrigerants in accordance with 40 CFR 40 CFR 82, Subpart F 212
reduction 82, Subpart F
Fugitive Emissions
2.1 All reasonable precautions shall be taken to prevent PM from becoming airborne in accordance with
IDAPA 58.01.01.650-651.
[IDAPA 58.01.01.650-651, 5/1/94]
22 The permittee shall monitor and maintain records of the frequency and the method(s) used (i.¢., water,
chemical dust suppressants, etc.) to reasonably control fugitive emissions.
[IDAPA 58.01.01.322.06, 07, 5/1/94]
23 The permittee shall maintain records of all fugitive dust complaints received. The permittee shall take

appropriate corrective action as expeditiously as practicable after receipt of a valid complaint. The
records shall include, at a minimum, the date each complaint was received and a description of the
following: the complaint, the permittee’s assessment of the validity of the complaint, any corrective

action taken, and the date the corrective action was taken.
[IDAPA 58.01.01.322.08, 07, 5/1/94]
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Rathdrum Power L.LC Date Essued: March 25, 20605

Facility ID No. 055-00045

24

Qdors

25

2.6

Rathdrum, Idaho Date Expires: March 25, 2010

The permittee shall conduct a quarterly facility-wide inspection of potential sources of fugitive
emissions, during daylight hours and under normal operating conditions, to ensure that the methods used
to reasonably control fugitive emissions are effective. If fugitive emissions are not being reasonably
controlied, the permittee shall take corrective action as expeditiously as practicable. The permittee shall
maintain records of the results of each fugitive emissions inspection. The records shall include, at a
minimum, the date of each inspection and a description of the following: the permittee's assessment of
the conditions existing at the time fugitive emissions were present (if observed), any corrective action
taken in response to the fugitive emissions, and the date the corrective action was taken.

[IDAPA 58.01.01.322.06, 07, 5/1/94; IDAPA 58.01.01.322.08, 4/5/00]

No person shall aliow, suffer, cause, or permit the emission of odorous gases, liquids, or solids to the

atrnosphere in such quantities as o cause air pollution.
[IDAPA 58.01.01.775, 776, 5/1/94]

The permittee shall maintain records of all odor complaints received. If the complaint has merit, the
permittee shall take appropriate corrective action as expeditiously as practicable. The records shall

. include, af a minimum, the date each complaint was received and a description of the following: the

complaint, the permittee’s assessment of the validity of the complaint, any corrective action taken, and

the date the corrective action was taken.
[IDAPA 58.01.01.322.06, 07 {state-oniy), 5/1/94]

Visible Emissions

2.7

28

No person shall discharge any air poliutant to the atmosphere from any point of emission for 2 period or
periods aggregating more than three minutes in any 60-minute pertod which is greater than 20% opacity
as determined by procedures contained in IDAPA 58.01.01.625, These provisions shall not apply when
the presence of uncombined water, NO,, and/or chlorine gas is the only reason for the failure of the

emission to comply with the requirements of this section.
[IDAPA 58.01.01.625, 4/5/00]

The permittee shall conduct a monthly facility-wide inspection of potential sources of visible emissions
during daylight hours and under normal operating conditions. The inspection shall consist of a see/no
see evaluation for each potential source. If any visible emissions are present from any point of emission,
the permittee shall either take appropriate corrective action as expeditiously as practicable, or perform a
Method 9 opacity test in accordance with the procedures outlined in IDAPA 58.01.01.625. A minimum
of 30 observations shall be recorded when conducting the opacity test. If opacity is greater than 20% for
a period or periods aggregating more than three minutes in any 60-minute period, the permittee shall
take all necessary corrective action and report the exceedance in its annual compliance certification and
in accordance with IDAPA 58.01.01.130-136. The permittee shall maintain records of the results of
each visible emission imspection and each opacity test when conducted. The records shall include, ata
minimum, the date and results of each inspection and test and a description of the following: the
permittee’s assessment of the conditions existing at the time visible emissions are present (if observed),
any corrective action taken in response to the visible emissions, and the date corrective action was taken.
[IDAPA 58.01.01.322.06, 07, 5/1/94; IDAPA 58.01.01.322.08, 4/5/00)
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AIR

Rathdrum Power LLC Date Issued: March 25, 2005

Facility ID No. 055-00045
Rathdrum, Idaho acility I No Date Expires: | March 25, 2010

Excess Emissions

2.9

281

292

293

The permittee shall comply with the procedures and requirements of IDAPA 58.01.01.130-136 for
excess emissions. The provisions of IDAPA 58.01.01. 130-136 shall govern in the event of conflicts
between Permit Condition 2.9 and IDAPA 58.01.01.130-136.

The person responsibie for or in charge of a facility during an excess emissions event shall, with all
practicable speed, initiate and complete appropriate and reasonable action to correct the conditions
causing the excess emissions event, to reduce the frequency of occurrence of such events, to minimize
the amount by which the emission standard is exceeded and shall, as provided below or upon request of
DEQ, submit a full report of such ocourrence including a statement of all known causes and of the
scheduling and nature of the actions to be taken. Reports and notifications regarding excess emissions
shall be sent to the Department of Environmental Quality’s Regional Office listed in Permit Condition

2.13. Forms may be obtained from DEQ’s website,
[IDAPA 58.01.01.132, 4/5/00]

In all cases where startup, shutdown, or scheduled maintenance of any equipment or emission unit is
expected to result or results in an excess emissions event, the owner or operator of the facility or
ernissions unit generating the excess emissions shall demonstrate compliance with IDAPA

58.01.01.133.01(a) through (d), including, but not limited to, the following;
[IDAPA 58.01.01.133, 4/5/00)

* A prohibition of any scheduled startup, shutdown, or maintenance resulting in excess emissions
shall occur during any pertod in which an Atmospheric Stagnation Advisory or Wood Stove
Curtailment Advisory has been declared by DEQ within an area designated by DEQ as a
nonattainrment area, unless the permittee demonstrates that such is reasonably necessary to facility
operations and cannot be reasonably avoided and DEQ approves such activity in advance, to the

extent advance approval by DEQ is feasible,
[IDAPA 58.01.01.133.01.3, 3/20/87]

* Notifying DEQ of the excess emissions event as soon as reasonably possible, but no later than two
hours prior to the start of the event, unless the owner or operator demonstrates to DEQ’s satisfaction

that a shorter advance notice was necessary.
[IDAPA 58.01.01.133.01.b, 4/5/00]

» The owner or operator of a source of excess emissions shall report and record the information
required pursuant to Permit Conditions 2.9.4 and 2.9.5 and IDAPA 58.01.01.135 and 136 for each

excess emissions event due to startup, shutdown, or scheduled maintenance.
[HEDAPA 58.01.01.133.01.¢, 3/20/97]

In all cases where upset or breakdown of equipment or an emissions unit, or the initiation of safety
measures, results or may result in an excess emissions event, the owner or operator of the facility or
emissions unit generating the excess emissions shall demonstrate compliance with

IDAPA 58.01.01.134.01(2) and (b) and the following:
[IDAPA 58.01.01.134, 4/5/00]
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ERMIT NUMBER T1-020108

Rathdrum Power L1C Date Issued: March 25, 2005

2931

2932

294

295

2951

Facility ID No. 055-00045
Rathdrum, Idaho acility ID No Date Expires: | March 25, 2010

For all equipment or emissions units from which excess emissions result during upset or breakdown
conditions, or for other situations that may necessitate the implementation of safety measures which

cause excess emissions, the facility owner or operator shall comply with the following:
[IDAPA 58.01.01.134.02, 4/5/00]

¢ The owner or operator shall immediately undertake all appropriate measures to reduce and, to the
extent possible, eliminate excess emissions resulting from the event and to minimize the impact of

such excess emissions on the ambient air quality and public health,
[IDAPA 58.01.01.134.02.a, 4/5/00]

* The owner or operator shall notify DEQ of any upset, breakdown, or safety event that results in
excess emissions. Such notification shall identify the time, specific location, equipment or emissions
unit involved, and (to the extent known) the cause(s) of the occurrence. The notification shall be
given as soon as reasoniably possible, but no later than 24 hours afier the event, unless the owner or

operator demonstrates to DEQ's satisfaction that the longer reporting period was necessary,
[IDAPA 58.01.01.134.02.b, 4/5/00}

¢ The owner or operator shall report and record the information required pursuant to Permit
Conditions 2.9.4 and 2.9.5 and IDAPA 58.01.01.135 and 136 for each excess emissions event

caused by an upset, breakdown, or safety measure. :
[IDAPA 58.01.01.134.02.c, 3/20/97]

During any period of excess emissions caused by upset, breakdown, or operation under facility safety
measures, DEQ may require the owner or operator to immediately reduce or cease operation of the
equipment or emissions unit causing the period until such time as the condition causing the excess has
been corrected or brought under control. Such action by DEQ shall be taken upon consideration of the

factors listed in IDAPA 58.01.01.134.03 and after consultation with the facility owner or operator.
[IDAPA 58.01.01.134.03 4/5/00)

A written report for each excess emissions event shall be submitted to DEQ by the owner or operator no
later than 15 days after the beginning of such an event. Each report shall contain the information

specified in IDAPA 58.01.01.135.02.
[IDAPA 58.01.01.135.01, 02, 3/20/97)

The owner or operator shall maintain excess emissions records at the facility for the most recent five-
calendar-year period. The excess emissions records shall be made available to DEQ upon request and
shall include the information requested by IDAPA 58.01.01.136.03(a) and (b) as summarized in the

following:
[IDAPA 58.01.01.136.01, 02, 3/20/97; IDAPA 58.01.01.136.03, 4/5/00]

An excess emissions record book for each emissions unit or piece of equipment containing copies of all
reports that have been submitted to DEQ pursuant to IDAPA 58.01.61.135 for the particular emissions

unit or equipment.
[IDAPA 58.01.01.136.03.a, 4/5/00]
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AIR QUALITY TIER ] OPERATING PERMIT NUMBER T1-020108

Rathdrum Power LLC Date Issued: March 25, 2005

cility ID No. 055-00045
Rathdrum, Idaho Facility ID No Date Expires: | March 25, 2010

2.9.5.2 Copies of all startup, shutdown, and scheduled maintenance procedures and upset, breakdown, or safety
preventative maintenance plans that have been developed by the owner or operator in accordance with
IDAPA 58.01.01.133 and 134, and facility records as necessary to demonstrate compliance with such

procedures and plans.

[IDAPA §8.01.01.136.03.b, 3/20/97; IDAPA 58.01.01.130-136, 4/5/00
{state-only; federally enforceabie upon approval into the SIP); IDAPA 58.01.01.322.08.b, 3/23/98]

Performance Testing

2.10

If testing s required, the permitiee shall provide notice of intent to test to DEQ at least 15 days prior to
the scheduled test or shorter time period as provided in a permit, order, consent decree, or by DEQ
approval. DEQ may, at its option, have an observer present at any emissions tests conducted on a source.
DEQ requests such testing not be performed on weekends or state holidays.

All testing shall be conducted in accordance with the procedures in IDAPA 58.01.01.157, Without prior
DEQ approval, any alternative testing is conducted solely at the permittee’s risk. If the permittee fails to
obtain prior written approval from DEQ for any testing deviations, DEQ may determine that the testing
does not satisfy the testing requirements. Therefore, prior to conducting any compliance test, the
permittee is encouraged to submit in writing to DEQ, at least 30 days in advance, the following for

approval:

¢ The type of method to be used
* Any extenuating or unusual circumstances regarding the proposed test
¢ The proposed schedule for conducting and reporting the test

The permittee shall submit a compliance test report for the respective test to DEQ within 60 days
following the date on which a test required by this permit is concluded. The compliance test report shall
include all process operating data collected during the test period, as well as the test results, raw test
data, and associated documentation, including any approved test protocol.

‘The proposed test date(s), test date rescheduling notice(s), compliance test report, and all other
correspondence shall be sent to the following address:

Alr Quality Permit Compliance
Department of Environmental Quality
Coeur d'Alene Regional Office

2110 Ironwood Parkway

Coeur d’Alene, 1D 81814

Phone: (208) 769-1422

Fax: (208) 769-1404
[IDAPA 58.01.01.157, 4/5/00; IDAPA 58.01.01.322.086, 08.a, 09, 5/1/94)
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AIR QUALITY TIER 1 OPERATING PERMIT NUMBER T1-020108

Permittee;

Rathdrum Power L1.C Date Issued: March 25, 2005

: f.ocation:

ity ID No. 055-00045
Rathdram, Idaho Facility ID No Date Expires: | March 25, 2010

Test Methods

2.11

i testing is required, the permittee shall use the test methods listed in Table 2.2, or as indicated ina
specific permit condition, to measure the pollutant emissions,

Table 2.2 POLLUTANT-SPECIFIC TEST METHODS

Pollatant Test Method * Special Conditions
PM EPA Method 201.a

10 EPA Method 202
PM EPA Method 5
NOy EPA Method 7
SO, 1 BPA Method 6 or EPA Custom Fuel

Monitoring Schedule Methods
co FPA Method 10
voC EPA Method 25
) If an NSPS source, use IDAPA 58.01.01.625 and
Opacity EPA Mcthod 9 Method 9; otherwise, IDAPA 58.01.01.625 only.
, EPA Conditional Method 27 or

AmRonIa BAAQMD Method STIB

* Or DEQ-approved alternative in accordance with IDAPA 58.61.01.1587

[IDAPA 58.01.01.322.09, 5/1/94]

Monitoring and Recordkeeping

2.12

The permittee shall maintain sufficient records to assure compliance with all of the terms and conditions
of this operating permit. Records of monitoring information shall include, but not be limited to, the
following: (a) the date, place, and times of sampling or measurements; (b) the date analyses were
performed; (¢) the company or entity that performed the analyses; (d) the analytical techniques or
methods used; (e) the results of such analyses; and (f) the operating conditions existing at the time of
sampling or measurement. All monitoring records and support information shall be retained for a period
of at least five years from the date of the monitoring sample, measurement, report, or application.
Supporting information includes, but is not limited to, all calibration and maintenance records, all
original strip-chart recordings for continuous monitoring instrumentation, and copies of all reports
required by this permit. All records required to be maintained by this permit shall be made available in

either hard copy or electronic format to DEQ representatives upon request.
[IDAPA 5§8.01.01.322.07, 5/1/94)

Reports and Certifications

2.13

All periodic reports and certifications required by this permit shall be submitted to DEQ within 30 days
of the end of each specified reporting period unless a different timeframe is specified elsewhere in this
permit. Excess emissions reports and notifications shall be submitted in accordance with IDAPA
58.01.01.130-136. Reports, certifications, notifications, and a copy of any submittals sent to EPA
pursuant to NSPS requirements shall be submitted to the following:
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AIR QUALITY TIER 1 OPERATING PERMIT NUMBER T1-020108

Rathdrum Power LLC Date Issued: March 25, 2005

ID No. 055-00045
Rathdrum, Idaho Facility ID No. 055-0004 Date Expires: | March 25, 2010

Air Quality Permit Compliance

Department of Environmental Quality

Coeur d’Alene Regional Office

2110 Ironwood Parkway

Coeur d’Alene, ID 83814

Phone: (208) 769-1422 Fax:  (208) 769-1404

The periodic compliance certification required by General Provision 21 shall also be submitted within
30 days of the end of the specified reporting period to the following :

EPA Region 10

Air Operating Permits, OAQ-107
1200 Sixth Ave.

Seattle, WA 98101

Information required to be submitted to the EPA Administrator regarding the Acid Rain Program shall
be submitted to the address designated by the EPA as given below. Proof of submission of all such
submittals (e.g. a copy of the cover letter) shall also be sent to DEQ’s Coeur 4’ Alene Regional Office at
the address given above,

U.5. Environmental Protection Agency
Acid Rain Division (6204])
401 M Street, S.W.

~ Washington, DC 20460
[IDAPA 58.01.01.322.08, 11, 4/5/00; 40 CFR Parts 72 - 78]

Open Burning

2.14  The permittee shall comply with the Rules for Control of Open Burning, IDAPA 58.01.01.600-617.
[IDAPA 58.01.01.600-617, 3/21/03}

Renovation / Demolition

2.15 The permittee shall comply with all applicable portions of 40 CFR 61, Subpart M when conducting any
renovation or demolition activities at the facility,
[40 CFR 61, Subpart M]

Regulated Substances for Accidental Release Prevention

2.16  Anowner or operator of a stationary source that has more than a threshold quantity of a regulated
substance in a process, as determined under 40 CFR 68.115, shall comply with the Chemical Accident
Prevention Provisions at 40 CFR 68 no later than the latest of the following dates:

¢ Three years afler the date on which a regulated substance present above a threshold quantity is first
listed under 40 CFR 68.130, _

*  The date on which a regulated substance is first present above a threshold quantity in a process.
{40 CFR 68.10 (a)]
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AIR QUALITY TIER I OPERATING PERMIT NUMBER T1-020108

Rathdrum Power L1.C Date Issued: March 25, 2005

Facility ID No. 055-00045
Rathdrum, Idaho acliity 1D No Date Expires: | March 25, 2010

Recycling and Emissions Reduction

217

The permittee shall comply with applicable standards for recycling and emissions reduction pursuant to

40 CFR 82, Subpart F, Recycling and Emissions Reduction.
[40 CFR 82, Subpart F]

PTC General Provisions

2.18

2,19

2.20

The permittee shall at all times (except as provided in the Rules for the Conirol of Air Pollution in Idaho)
maintain in good working order and operate as efficiently as practicable, all treatment or control facilities
or systems installed or used to achieve compliance with the terms and conditions of this permit and other

applicable Idaho laws for the control of air pollution.
{PTC No, P-020116, General Provision 2, 10/12/04]

At reasonable times the permittee shall allow the Director or the authorized representative(s), upon the
presentation of credentials, to have access to and copy any records required to be kept under the terms
and conditions of this permit, to inspect any monitoring methods required in this permit, and require
stack compliance testing in conformance with IDAPA 58.01.01.157 when deemed appropriate by the

Director,
[PTC No. P-020116, General Provision 3, 10/12/04]

The Director may require the permittee to develop a list of operation and maintenance procecfures tobe
submitted to DEQ. Such list of procedures shall become a part of this permit by reference, and the

permittee shall adhere to all of the operation and maintenance procedures contained therein.
[PTC No. P-020116, General Provision 6, 10/12/04)
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AIR QUALITY TiER 1

k Permittee:

Rathdruem Power LLC Date Issued: March 25, 2005

| Location:

3.

Facility ID No. 055-00045
Rathdrum, Idaho acility 0 Date Expires: March 25, 2010

GAS TURBINE AND DUCT BURNERS

Summary Description

The following is 2 narrative description of the combined-cycle gas turbine regulated in this Tier I
operating permit. This description is for informational purposes only.

The project includes one General Electric (GE) advanced gas turbine engine with dry low-NO,
combustion technology and supplemental firing capability in the form of *duect burners”. The project
operates in combined-cycle mode such that the hot turbine exhaust gases will be discharged to the heat
recovery steam generator (HRSG) to create steam that will be used to drive the steam turbine. The
turbine and duct burners are fired only with natural gas and turbine emissions are exhausted through a
150-ft high, 18-ft diameter stack. The rated heat input is 1518 MMBiwhr for the turbine and 230
MMBtw/hr for the duct burners, and the project is designed to produce approximately 276 MW, To
minimize NO, emissions, the GE gas turbine is equipped with dry low-NO, combustion technology.
Within the HRSG, an SCR system using ammonia injection is installed to further control NO, emissions
and an oxidation catalyst is installed to control CO, VOC, and HAP emissions. An integrated,
microprocessor-based distributed control system is installed for plant control, data acquisition, and data
analysis. '

Table 3.1 describes the devices used in controlling emissions from the sources regulated in this permit.

Table 3.1 GAS TURBINE AND DUCT BURNER CONTR(I)k DEVICES

Emissions Units / Processes Emissions Control Pevice
Gas turbine and duct firing SCR
Gas turbine and duct firing Catalytic oxidation

Table 3.2 contains only a summary of the requirements that apply to the gas turbine and duct burners.
Specific permit requirernents are listed below Table 3.2.
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Rathdrum, ldaho

Facility ID No. 055-00045

Date ¥ssued:

March 25, 2005

Date Expires:

Table 3.2 GAS TURBINE AND DUCT BURNER REGUIREMENTS SUMMARY

March 25, 2016

Opersting,
- Applicable
Permit Permit Limit / Monitoring and
Conditions Affected Uit Parameter Standard Sumsnary Reg:;mts Record-keeping
Requirements
3.8,3.10,3.16,3.19
. PTC No. P-0201 16; 40 p ; y ?
. m 7120 .
34 Gas turbine only | NG, NO, - 3.4 ppmvd U, 105 ppm CFR 60.332(a)(1) ggé :31.23 25, and
Gas turbine and @ 3.8,39,1.30,3.18,
3.1 ek bueers NO, NO, - 4.5 ppmvd ¥, 921 Thyr | PTC No. P-020116 ggﬁ, 3.21,3.23 and
) 3.8, 3.10, 3.11, 3.17,
3.2 Duct burners N sxpressed | NG, - 0.20 I/MMBty gg’;’ﬁ;ﬁ?‘ 16:40 1 320,321,3.23,3.24
: ) and 3.26-41
Co CO ~ 34.6 Ibfhr, 92.3 Thyr
Gasturbine and | PMyg PMio- 10.7 Ib/hr, 37.7 Tryr 3.8,3.9,3.14, 3.15,
33 duct burners S0, SO, - 2.7 Ib/hr, 10.4 Thyr PTC No. P-020116 3.7 and 3.22
VOCs VOCs - 1.5 Ib/hr, 4.7 Thyr
Formaldehyde | Formaldehyde — 0.6 T/hyr
Qas turbine and Acetaldehyde Acetaldehyde ~ 0.02 Tyr 3.8,311,3.i2,and
34 duct burners Benzene Benzene - 0.3 Tryr PTC Ne. F-020116 3.13
Ammonia Ammonia - 20.6 Ib/hr, 82.4 Tir
Duct PM standard, | bt ot o more than 0.015 IDAPA 58.01.01.676-
33 bumers only fucl-buming gr/dsef corrected to 3% oxygen | 677 3.8
equipment
; - 0% opacity for no more than
Gas turbine and Visible ) ; X
3.6 duct bumers emissions ;l::zd minutes in any 60-minute  § IDAPA 58.01.01.625 28,212
. Fuel suifur content must not 3.16,3.19,3.25, and
3.7 Gas turbine Fuel sulfur exceed 0.8% by weight 40 CFR 60.333(b) 3.26.41

) parts per million by volume on a dry basis at § 5% oxygen

Permit Limits / Standard Summary

NO, and CO Emissions

During norma] operation of the turbine with duct firing, emissions of nitrogen oxides (NO,) shall not
exceed 4.5 parts per million by volume on a dry basis (4.5 ppmvd) at 15% oxygen from the gas turbine
stack. When the duct burners are not operating, emissions of NO, shall not exceed 3.4 ppmvd at 15%
oxygen from the gas turbine stack. The emission limits expressed in ppmvd shall be based on an howrly
average and shall apply at all times except during startup or shutdown of the turbine, Emissions of NO,
from the gas turbine stack shall not exceed 92.1 tons per year, based on each consecutive 12-month
period, and the annual limit shall include emissions during startup, shutdown, and malfunction of the
turbine,

3.1

During normal operation of the turbine with duct firing, emissions of carbon monoxide (CO) from the
gas turbine stack shall not exceed 34.6 pounds per hour based on an hourly average. This emission limit
shall not apply during periods of startup or shutdown of the turbine. Emissions of CO from the gas
turbine stack shall not exceed 92.3 tons per year, based on each consecutive 12-month period, and the
annual lirnit shall include emissions during startup, shutdown, and malfunction of the turbine.
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Permittee:

Rathdrum Power LLC March 25, 2003

{ Location:

32

33

331

Facility ID No. 055-060043

Rathdrum, Idaho March 23, 2010

On and after the date the performance test required by 40 CFR 60.8 is completed, the owner or operator
shali not cause to be discharged to the atmosphere from the stationary gas turbine, any gases which
contain NO, in excess of 109 ppmvd at 15% oxygen in accordance with 40 CFR 60.332(2)(1). Any
emissions which exceed this standard as a result of startup and shutdown shall be addressed in

accordance with Permit Condition 3.25.
[PTC No. P-020116, 10/12/04]

NSPS Subpart Db Duct Burner NO, Emissions

On and after the date the initial performance test is completed under 46 CFR 60.44b(a), the permitiee
shall not cause to be discharged into the atmosphere from the duct burner any gases that contain NO,
(expressed as NO,) in excess of 86 ng/J (0.20 1b/MMBtu) of heat input o the duct burner. The NO,

emission standards under 40 CFR 60.44b apply at all times when the duct burner is operated.
[40 CFR 60.44b{a){4)(i}, 60.44(b){1}(1), and 60.46b{a)]

Criteria Pollutant Fmissions

The emissions of CQ, PMy, SO, and VOCs from the gas turbine stack shall not exceed any
corresponding emission rate limit listed in Table 3.3, Annual hours of operation are considered to be any

consecutive 12-month period.
[PTC No. P-0201186, 10/12/04]

Tabie 3.3 CRITERIA POLLUTANT EMISSION LIMITS

YOC

CcO

PM,;

S0,

Source Description

Ib/hr!

Thyr

Ib/hr

Thyr

Ib/he

Thyr

thihr

Tiyr

Gas turbine w/duct firing

34.6

92.3

H.7

317

2,70

10.4

1.5

4.7

! Based on an hourty average.

The combined emissions of CO, NO,, PM,,, SO;, and VOCs from the auxiliary boiler and the fuel pre-
heater stacks shall not exceed any corresponding emission rate limit listed in Table 3.4. Annual hours of

operation are considered to be any consecutive 12-month period.
[PTC No. P-020118, 10/12/04]

Table 3.4 CRITERIA POLLUTANT EMISSION LIMITS

voc
ihihr | Thyr

§G;
Ibihr | Thr

O NO, M,
Source Deseription T

Ib/lr Tiyr | ib/he | Tivr
Combined Emissions from Auxiliary
Boiler and Fuel Pre-H. 20 55 1 019 | 06

5.6 0015} 0.04 1 005 | 0.14

34

Toxic Emissions

Emissions of formaldehyde, acetaldehyde, benzene, and ammonia from the gas turbine stack shall not
exceed any corresponding emission rate limit listed in Table 3.5. Annual hours of operation are

considered to be any consecutive 12-month period.
[PTC No. P-020116 (stata-only), 10/12/04]

Table 3.5 TOXIC EMISSION LIMITS

Source Description Formaldehyde | Acetaidehyde | Benzene |  Ammonia
Tiyr Tiyr Thr | br | Thr
CGas turbine w/duct firing 0.6 6.02 0.3 206 | 824
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: : 1.C March 25, 2005
Permittee Rathdrum Power L Facility ID No. 055 5

? Location: Rathdrum, Idaho : March 25, 2610

35 Fuel-Burning Favipment - PM

The PM emissions from duct firing shall not exceed the grain-loading emission limits of 0.015 gr/dscf of

effluent gas corrected to 3% oxygen by volume for natural gas.
[IDAPA 58.01.01.878, 5/1/94]

3.6 Yisible Emissions

Visible emissions from any point of emission at the facility shall not exceed 20% opacity for a period or
periods aggregating more than three minutes in any 60 minute period as required by IDAPA
58.01.01.6235 (Rules for the Control of Air Pollution in Idaho). Opacity shall be determined by the

procedures contained in IDAPA 58.01.01.625.
[IDAPA 58.01.01.625, 4/5/00]

Operating Requirements

kv Fuel Sulfur Content

No fuel containing sulfur in excess of 0.8% by weight shall be burned in the gas turbine in accordance

with 40 CFR 60.333(b).
[PTC No. P-020118, 10/12/04)

18 Fuel Type

The turbine and duct burners shall be exclusively fired by natural gas.
[PTC No. P-020116, 10/12/04}]

39 Hours of Operation

The gas turbine and duct burners shall not be operated for more than the corresponding allowable hours
of operation listed below per any consecutive 12-month period:

*  (Gas turbine: 8,000 hriyr

¢ Duct burner: 2,000 hr/yr
[PTC No. P-0201186, 10/12/04]

Monitoring / Recordkeeping Requirements

3.1 NO, Monitoring

The permitice shall fully comply with all monitoring requirements established by 46 CFR 72.9(b). In
particular, the permittee shall install, certify, operate, and maintain, in accordance with all the
requirements of 40 CFR 75, a NO, continuous emissions monitoring system (CEMS) (consisting of a
NO; pollutant concentration monitor and an oxygen (O,) or carbon dioxide(CO,) diluent gas monitor)
with autornated data acquisition and handling system for measuring and recording the NO,
concentration (in ppm) and the NO, emission rate (in Ib/MMBu) discharged to the atmosphere from the
gas turbine stack, except as provided in 40 CFR 75, Subpart E.
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; Permittee:

Rathdrum Power LI.C Date Issued: March 25, 2005

] Location:

3.11

3.12

3.12.1

3122

Facility ID No. 055-00045
Rathdrum, Idaho acility ID No Date Expires: | March 25, 2010

The permittee shall fully comply with all recordkeeping requirements set forth in 40 CFR 75, Subpart F.
All such records shall be maintained onsite in accordance with Section 2 of this permit and shall be

made available to DEQ representatives upon request.
[PTC No. P-020116, 10/12/04]

Ammonia Feed Rate Monitoring

The permittee shall install, calibrate, maintain, and operate a continuous monitoring system to monitor
and record the rate of ammonia fed o the Selective Catalytic Reduction (SCR}) unit. All data, calibration
reports, and maintenance logs shall be maintained onsite in accordance with Section 2 of this permit and

shall be made available to DEQ representatives upon request.
[FTC No. P-020116, 10/12/04]

Ammonia Slip Monitoring

If the ammonia CEMS installed in accordance with PTC No. P-020116 (as issued on 10/29/99)
demonstrates compliance with the ammonia emission limit in Permit Condition 3.4 for a period of 2
consecutive years, then this CEMS may be removed from service. The initial period of operation shall
be from August 30, 2001 through August 30, 2003, However, if any subsequent ammonia performance
test conducted in accordance with Permit Condition 3.13 indicates that ammonia emissions are greater
than 80% of the ammonia emission limit in Permit Condition 3 4, then DEQ may require that the
ammonia CEMS be re-installed. '

If DEQ issues a requirement to re-install the ammonia CEMS, the permittee shall install, calibrate,
maintain, and operate a CEMS 1o monitor and record the rate of ammonia discharged to the atmosphere
from the gas turbine stack to demonstrate compliance with Permit Condition 3.4. If the ammmonia CEMS
demonstrates compliance with the ammonia emission limit in Permit Condition 3.4 for a period of 12
consecutive months, then this CEMS may be removed from service. However, if any subsequent
ammonia performance test conducted in accordance with Permit Condition 3.13 indicates that ammonia
emissions are greater than 80% of the ammonia emission limit in Permit Condition 3.4, then DEQ may
require that the ammonia CEMS be re-instalied, All CEMS data, calibration reports, and maintenance
logs shall be maintained onsite in accordance with Section 2 of this permit and shall be made available
to DEQ representatives upon request,

When the ammonia CEMS is required to be operated, the following actions shall be taken, The
permittee shall record:

+ aminimum of one cycle of operation (sampling, analyzing, and data recording) in at least 95% of
each successive 15-minute interval of turbine operation;

¢ the pound per hour ammonia emission rate calculated as a block one-hour arithmetic mean from all
valid one minute average data points collected during the hour;

» the tons per consecutive 12-month period ammonia emission rate caleulated as a sum of the
previous 8760 hours of available data (recorded at least once per month);

+ results of all daily CEMS calibrations; and
* quarterly cylinder gas audits.
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3 Permittee:

Rathdrum Power LLC Date ¥ssued: March 25, 2005

Lacation:

3.13

3.4

.15

3.15.1

Rathdrum, Idaho Facility ID No. 05500045 xpires: | March 25, 2010

Cylinder gas audits shall be performed at least quarterly, unless a relative accuracy test audit is
performed within that quarter. Relative accuracy test audits {or DEQ approved alternative testing) shall
be performed at least once every four quarters, The permittee shall demonstrate compliance with the
requiremnents of 40 CFR Part 60, Appendix F, using the method given by Performance Specification 2
of Appendix B and by substituting ammonia in place of NO,, The relative accuracy test audit shall be
acceptable if the absolute value of the mean difference between the reference method results and the
CEMS readings is less than 2 ppm. Daily calibration results shall be acceptable if they are + 2 ppm of

the reference gas.
{PTC No. P-020116, 10/12/04]

Ammonia Performance Test

When an ammonia CEMS is not installed, the permittee shall conduct 2 performance test to measure
ammonia emissions from the gas turbine stack at least once every 12 months, or per s DEQ-approved
alternative schedule, to demonstrate compliance with the ammonia emission requirements specified in
Permit Condition 3.4. The flow rate of ammonia to the SCR system, and the amount of natural gas
combusted in the turbine and duct burners, shall be monitored and recorded during the test. Each
performance test conducted to demonstrate compliance shall be performed in accordance with IDAPA

58.01,01.157 and Section 2 of this permit.
[IDAPA 58.01.01.322.06, 09, 5/1/94]

€O Performance Test

The permittee shall conduct a performance test to measure CO emissions from the gas turbine stack at
least once every 12 months, or per a DEQ-approved alternative schedule, to demonstrate compliance
with the corresponding emission rate limits in Permit Conditions 3.1 and 3.3, The performance test shall
be performed in accordance with IDAPA 58.01.01.157 and Section 2 of this permit. During the

performance test, the amount of natural gas used shall be recorded.
[IDAPA 58.01.01.322.08, 09, 5/1/94]

PM,o Performance Test

Within the first year of issuance of the Tier I operating permit and at Jeast once every five years
thereafier, the permittee shall conduct a performance test to measure PM;o emissions from the gas
turbine stack to demonstrate compliance with the PM,, emission limits of Permit Condition 3.3. The
requirement for the first test may be fulfilled upon review and written approval by DEQ of the initial
PM, test conducted following the facility’s initial startup. The performance test shall be completed in
accordance with IDAPA 58.01.01,157 and Section 2 of this permit. During the performance test, the
amount of natural gas used shall be recorded.

If the PM, measured during the compliance test is less than or equal to 75% of the permitted PM,,
emission limits, the next test shall be conducted within five years. If the PM,, measured during the
compliance test is greater than 75%, but less than or equal to 90% of the permitted PM,, emission
limits, the next test shall be conducted within two years, If the PM;, measured during the compliance
test is greater than 90% of the permitted PM,, emission limits, the next test shall be conducted within

one year.
[IDAPA 58.01.01.322.06, 09, 5/1/94]
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Permittee:

Rathdrum Power LLC March 25, 2005

f Location:

3.16

3.17

3.18

3.19

3.19.1

: 5
Rathdrum, Idaho Facllity ID No. 055-0004 wpires: | March 25, 2010

NSPS Subpart GG Performance Tests

When required by the Administrator under Section 114 of the Clean Air Act, the permitiee shall conduct
a performance test using the test methods and procedures in 40 CFR 60.335 and 60.8, or using an
alternative approved by the EPA. The performance tests conducted to demonstrate compliance shall be
performed in accordance with IDAPA 58.01.01.157 and Section 2 of this Permit, During the
performance test, the amount of natural gas used shall be recorded.

[PTC No. P-020116, 10/12/04]

NSPS Subpart Db NO, Performance Test for Duct Firing

When required by the Administrator, under Section 114 of the Clean Air Act, the permittee shall
conduct a performance test to measure duct burner NO, emissions from the gas turbine emissions stack
to demonstrate compliance with the emission limits of 40 CFR 60.44b. Compliance shall be determined
through performance testing under 40 CFR 60.46b(f), and in accordance with IDAPA 58.01.01.157 and

Section 2 of this permit. During the performance test, the amount of natural gas used shall be recorded.
[PTC No. P-020116, 10/12/04]

Bours of Operation

The permitiee shall monitor and record the hours of operation for each equipment item listed in Permit
Condition 3.9 to demonstrate compliance with Permit Condition 3.9. Annual hours of operations shall
be determined by monitoring and recording the hours of operation monthly, and then summing the
monthly hours of operation over the previous consecutive 12-month period. All such records shall be
maintained onsite in accordance with Section 2 of this permit and shall be made available to DEQ

representatives upon request.
[PTC No. P-020116, 10/12/04]

Fuel Sulfur Content Monitoring

The permittee shall monitor and record the total sulfur content of the fuel being fired in the turbine in
accordance with 40 CFR 60.334(h)(1), except as provided in 40 CFR 60.334(h)(3).

In accordance with 40 CFR 60.334(h)(3), the permitiee may elect not to monitor the total sulfur content
of the gaseous fuel combusted in the turbine, if the gaseous fuel is demonstrated to meet the definition
of natural gas in 40 CFR 60.331(u), regardless of whether an existing custom schedule approved by the
administrator for subpart GG requires such monitoring. The owner or operator shall use one of the
following sources of information to make the required demonstration:

» The gas quality characteristics in a current, valid purchase contract, tariff sheet or transportation
contract for the gaseous fuel, specifying that the maximum total sulfur content of the fuel is 20.0
grains/100 scf or less; or

¢ Representative fuel sampling data which show that the sulfur content of the gaseous fuel does not
exceed 20 grains/100 scf. At a minimum, the amount of fuel sampling data specified in section
2.3.1.4 or 2,3.2.4 of appendix D to part 75 of this chapter is required,
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3.19.2

3.19.3

320

3.20.1

3.26.2

3.21

Rathdrum, Idaho | ety ID No. 055-00045 xpires: | March 25, 2010

With regard to the custom fuel monitoring schedule approved by the EPA in the July 12, 2001 letter
addressed to DEQ, the permittee may, without submitting a special petition to the Administrator,
continue monitoring on this schedule in accordance with 40 CFR 60.334(h){4). The following
requirements are specified in the EPA letter addressed 1o DEQ and dated July 12, 2001:

» Nitrogen monitoring shall be waived for pipeline natural gas.

¢ Rathdrum power shall comply with documentation requirements that the fuel is pipeline natural gas
in 2.3.1.4 of Appendix D 10 40 CFR Part 75, and the procedures for sulfur content determination in
2.3.3.1 of Appendix D to 40 CFR Part 75.

¢ Rathdrum Power shall provide annual reports to EPA Region 10 and DEQ with documentation that
the fuel is pipeline natural gas, as specified in 2.3.1.4 of Appendix D to 40 CFR Part 75 and the
results of the procedures for sulfur content determination in 2.3.3.1 of Appendix D to 40 CFR Part

75.

* In the event that the turbine would no longer have to comply with the Acid Rain Program, then this
alternative monitoring plan would be void and Rathdrum Power would have to comply with the
monitoring requirements specified in 40 CFR Part 60, Subpart GG.

The frequency of determining the sulfur content of the fuel shall be as specified in 40 CFR 60.3344).
[PTC No. P-020116, 10/12/04]

NSPS Subpart Db NO, Recordkeeping and Reporting for the Duct Burner

The permittee shall comply with the recordkeeping and reporting requirements established by 40 CFR

60.49b as follows:
[PTC No. P-020118, 10/12/04}

‘The owner or operator of an affected facility shall record and maintain records of fuel amounts
combusted during each day and shall calculate the annual capacity factor for natural gas for the
reporting period. The annual capacity factor is determined on a 12-month rolling average basis with a

new annual capacity factor calculated at the end of each calendar month. :
[40 CFR 60.49b{d}]

All records required under 40 CFR 60.49b shall be maintained by the owner or operator of the affected

facility for a period of at least five years following the date of such record,
[40 CFR 60.49b{0)]

Selective Catalytic Reduction

The Selective Catalytic Reduction (SCR) unit shall be installed, operated, and maintained consistent
with manufacturer’s recommendations, which inchudes replacement of the catalyst in a timely manner.
All documentation and recommendations from the SCR unit manufacturer, including recommended
catalyst replacement schedules, shall be kept on site and shall be made available to DEQ representatives

upon request for as long as the SCR unit is utilized.
[PTC No. P-020116, 10/12/04]
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Catalvtic Oxidation

The catalytic oxidation unit shall be installed, operated, and maintained consistent with manufacturer’s
recommendations, which includes replacement of the catalyst in a timely manner. All documentation
and recommendations from the Catalytic Oxidation unit manufacturer, including recommended catalyst
replacement schedules, shall be kept on site and shall be made available to DEQ representatives upon

request for as long as the Catalytic Oxidation unit is utilized.
: [PTC No, P-020116, 10/12/04]

Reporting

323

.24

3.24.1

325

3.25.1

Test Protocols for NO, CEMS Certification/Recertification Tests

The permittee shall submit to DEQ for approval a test protocol for each certification and recertification
test of the NO, CEMS required in Permit Condition 3.10. Each test protocol shall be submitted to DEQ

for approval at least 45 days prior to the respective test date.
[PTC No. P-0201186, 10/12/04]

Reguired NO, CEMS Information

The permittee shall fully comply with the reporting requirements set forth in 40 CFR 75, Subpart G. In
accordance with 40 CFR 75.60(b)(2), copies of all certification or recertification notifications,
certification or recertification applications, and monitoring plans shall be submitted to DEQ and EPA
Region 10 no later than the respective date specified in 40 CFR 75, Subpart G.

Further, the permittee shall submit to DEQ a written report (including all raw field data, ete.) for each
certification or recertification test required by Permit Condition 3.10. Each report shall be submitted to

DEQ within 60 days of the date on which the respective test was completed.
[PTC No. P-020116, 10/12/04]

NSPS Subpart GG, Turbine Excess Emissions

For each affected unit required to continuously monitor parameters or emissions, or to periodically
determine the fuel sulfur content or fuel nitrogen content under 40 CFR Part 60 Subpart GG, the owner
or operator shall submit reports of excess emissions and monitor downtime, in accordance with 40 CFR
60.7(c). Excess emissions shall be reported for all periods of unit operation, including startup, shutdown
and malfunction. For the purpose of reports required under 46 CFR 60.7(c), periods of excess emissions
and monitor downtime that shall be reported are defined as follows in accordance with 40 CFR

60.334():

With regard to NO, for turbines using NO, and diluent CEMS, in accordance with 40 CFR
606.334( (1 i)

¢ Anhour of excess emissions shall be any unit operating hour in which the 4-hour rolling average
NO, concentration exceeds 109 ppmvd at 15% oxygen [the applicable emission limit in 40 CFR
60.332(a)(1)]. For the purposes of this requirernent, a “4-hour rolling average NO, concentration” is
the arithmetic average of the average NO, concentration measured by the CEMS for a given hour
{corrected to 15% O, and, if required under 40 CFR 60.335(b)(1), to ISO standard conditions) and
the three unit operating hour average NO, concenirations immediately preceding that unit operating
hour.
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+ A peried of monitor downtime shall be any unit operating hour in which sufficient data are not
obtained to validate the hour, for either NO, concentration or diluent {or both).

» Each report shall include the ambient conditions (ternperature, pressure, and humidity) at the time of
the excess emission period. You do not have to report ambient conditions if you opt to use the worst
case ISO correction factor as specified in 40 CFR 60.334(b)(3)(1i), or if you are not using the ISC
correction equation under the provisions of 40 CFR 60.335(b)(1).

e The permittee may, for purposes of determining excess NO, emissions, use a CEMS that meets the
requirements of 40 CFR 60.334(b), in accordance with 40 CFR 60.334(c).

With regard to SO, in accordance with 40 CFR 60.334()2)(i):

For samples of gaseous fuel obtained using daily sampling, flow proportional sampling, or sampling
from the unit's storage tank, an excess emission occurs each unit operating hour included in the period
beginning on the date and hour of any sample for which the sulfur content of the fuel being fired in the
gas turbine exceeds 0.8 weight percent and ending on the date and hour that a subsequent sample is
taken that demonstrates compliance with the sulfur limit,

Al reports required under 40 CFR 60.7(c) shall be postmarked by the 30th day following the end of

each calendar quarter in accordance with 40 CFR 60.334()(5).
[PTC No. P-020116, 10/12/04]

NSPS General Provisions

3.26

3.27

3.28

The permittee shall comply with the following applicable NSPS General Provisions with regard to the
gas turbine and duct firing, pursuant to 40 CFR Part 60, Subpart A. Copies of applicable requirements
specified in 40 CFR Part 60 have been included throughout this permit, which were current at the time
of issuance. Where DEQ has provided a reprint of an applicable federal regulation, in the case of any

discrepancy or conflict between the reprint and the CFR, the requirement in the CFR shall control.
[40 CFR 60, Subpart A]

Applicabili

(@)  Except as provided in 40 CFR Part 60, Subparts B and C, the provisions of this part apply to the
owner or operator of any stationary source that contains an affected facility, the construction or
modification of which is commenced after the date of publication in this part of any standard {or,
if earlier, the date of publication of any proposed standard) applicable fo that facility.

(b)  Any new or revised standard of performance promulgated pursuant to Section 111(b) of the
Clean Air Act shall apply to the owner or operator of any stationary source that contains an
affected facility, the construction or modification of which is commenced afier the date of
publication in this part of such new or revised standard (or, if earlier, the date of publication of

any proposed standard) applicable to that facility,
[40 CFR 60.1]

Definitions, Units and Abbreviations

The definitions, units and abbreviations given in 40 CFR 60.2 and 40 CFR 60.3 for the terms used in 40

CFR Part 60 shall apply.
[40 CFR 60.2 and 60.3]
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Address

All requests, reports, applications, submittals, and other communications to the Administrator pursuant
10 40 CFR 60 shall be submitted in duplicate to the appropriate EPA Regional Office to the attention of
the Director of the division as follows, In addition, a copy shall also be submitted to DEQ’s Regional
Office at the address listed in the facility-wide requirements of this permit.

Region 10, Director, Alr and Waste Management Division
U.S. Environmental Protection Agency
1200 Sixth Ave,

Seattle, WA 98101
[IDAPA 58.01.01.322.08, 4/5/00; 40 CFR 60.4]

Determination of Construction or Modification

(&) When requested to do so by an owner or operator, the Administrator will make a determination
of whether action taken or intended to be taken by such owner or operator constitutes
construction (including reconstruction) or modification or the commencement thereof within the
meaning of this part.

{b) The Administrator will respond to any request for a determination under paragraph {(2) of this

section within 30 days of receipt of such request.
{40 CFR 60.5]

Review of Plans

(a) When requested to do so by an owner or operator, the Administrator will review plans for
construction or modification for the purpose of providing technical advice to the owner or
operator.

b) (1) A separate request shall be submitted for each construction or modification project. (2) Each
request shall identify the location of such project, and be accompanied by technical information
describing the proposed nature, size, design, and method of operation of each affected facility
involved in such project, including information on any equipment to be used for measurement or
control of emissions.

{c) Neither a request for plans review nor advice furnished by the Admmistrator in response to such
request shall (1) relieve an owner or operator of legal responsibility for compliance with any
provision of this part or of any applicable State or local requirement, or {2) prevent the
Administrator from implementing or enforcing any provision of this part or taking any other

action authorized by the Act.
[40 CFR 60.6]

Notification and Record Keeping

(a)  Any owner or operator subject to the provisions of 40 CFR 60 shall furnish the Administrator
with written notification or, if acceptable to both the Administrator and the owner or operator of
3 source, electronic notification, as follows:
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(b)

{c-¢)

®

(®)
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) A notification of the date construction (or reconstruction as defined under 40 CFR
60.15) of an affected facility is commenced, postmarked no later than 30 days after such
date. This requirement shall not apply in the case of mass-produced facilities purchased
in completed form.

(2) Reserved

3) A notification of the actual date of initial startup of an affected facility, postmarked
within 15 days afier such date,

4) A notification of any physical or operational change to an existing facility that may
increase the emissions rate of any air pollutant to which a standard applies, unless this
change is specifically exempted under an applicable subpart or in 40 CFR 60.14{(¢). This
notice shall be postmarked 60 days, or as soon as practicable, before the change is
cormmenced and shall include the following: information describing the precise nature of
the change, present and proposed emissions control systems, productive capacity of the
facility before and after the change, and the expected completion date of the change. The
Administrator may reqguest additional relevant information subsequent to this notice.

(5-7)  The requirements of 40 CFR 60.7(a)(5) through 60.7(a)(7) are not applicable to this
facility.

Any owner or operator subject to the provisions of 40 CFR 60 shall maintain records of the

occurrence and duration of any startup, shutdown, or malfunction in the operation of an affected

facility, and any malfumction of the air pollution control equipment.

The requirements of 40 CFR 60.7(¢) through 60.7(¢) are not applicable to this facility.

Any owner or operator subject to the provisions of 40 CFR 60 shall maintain a file of all
measurements, including performance testing measurements and all other information required
by 40 CFR 60, recorded in a permanent form suitable for inspection. The requirements in 40
CFR 60.7 regarding continuous monitoring systems do not apply to the facility. The file shall be
retained for at least [five] years following the date of such measurements, maintenance, reports,
and records.

If notification substantially similar to that in paragraph (a) of this section is required by any other
State or local agency, sending the Administrator a copy of that notification will satisfy the
requirements of paragraph (a} of this section.

Individual subparts of this part may include specific provisions which clarify or make

inapplicable the provisions set forth in this section.
[40 CFR 60.7}

Performance Tests

(&)

®)

Within 60 days after achieving the maximum production rate at which the affected facility will
be operated, but not later than 180 days after initial startup and at such other times as may be
required by the Administrator under Section 114 of the Clean Air Act, the owner or operator of
such facility shall conduct performance test(s) and furnish the Administrator a written report of
the results of such performance test(s).

Performance tests shall be conducted and data reduced in accordance with the test methods and
procedures contained in each applicable subpart, unless the Administrator does the following:

Page 24 of 47



AIR QUALITY TIER I OPERATING PERMIT NUMBER T1-020108

Permittee:

Rathdrum Power LLC Date Issued: March 25, 2005

F.ocation:

©)

(D

{e)

Facility ID Neo. 055-00045

Rathdrum, Idahe Date Expires: March 25, 2010

) Specifies or approves, in specific cases, the use of a reference method with minor
changes in methodology.

) Approves the use of an equivalent method.

(3) Approves the use of an alternative method, the results of which are determined to be
adequate for indicating whether 2 specific source is in compliance.

4) Waives the requirernent for performance tests because the owner or operator of a source
has demonstrated by other means to the Administrator’s satisfaction that the affected

facility is in compliance with the standard.

(5) Approves shorter sampling times and smaller sample volurnes when necessitated by
process variables or other factors.

Nothing in this paragraph shall be construed to abrogate the Administrator's authority to require
testing under Section 114 of the Clean Air Act.

Performance tests shall be conducted under conditions based on representative performance of
the affected facility, as specified to the plant operator by the administrator. The owner operator
shail make availabie to the Administrator such records as may be necessary to determine the
conditions of the performance tests. Operations during periods of startup, shutdown, and
malfunction shall not constitute representative conditions for the purpose of a performance test,
nor shall emissions in excess of the level of the applicable emissions limit during periods of
startup, shutdown, and malfunction be considered a violation of the applicable emissions limit,
uniess otherwise specified in the applicable standard.

The owner or operator of an affected facility shall provide the Administrator at least 30 days
prior notice of any performance test, except as specified under other subparts, to afford the
Administrator the opportunity to have an observer present. If after 30 days notice for an initially
scheduled performance test, there is a delay (due to operational problems, etc.) in conducting the
test, the owner or operator of an affected facility shall notify the Administrator {or delegated state
or local agency) as soon as possible by providing at least seven days prior notice of the

- rescheduled date of the performance test or by arranging a rescheduled date with the

Administrator (or delegated state or local agency) by mutual agreement.

The owner or operator of an affected facility shall provide performance testing facilities as
follows:

(H Sampling ports adequate for test methods applicable to such facility, This includes (1)
constructing the air pollution control system such that volumetric flow rates and
pollutant emissions rates can be accurately determined by applicable test methods and
procedures and (ii) providing a stack or duct free of cyclonic flow during performance
tests, as demonstrated by applicable test methods and procedures.

(2) Safe sampling platform(s).
(3) Safe access to sampling platform(s),
4 Utilities for sampling and testing equipment.
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(f)  Unless otherwise specified in the applicable subpart, each performance test shall consist of three
separate runs using the applicable test method. Each run shall be conducted for the time and
under the conditions specified in the applicable standard. For the purpose of determining
compliance with an applicable standard, the arithmetic means of results of the three runs shall
apply. In the event that a sample is accidentally lost or conditions occur in which one of the three
runs must be discontinued because of forced shutdown, failure of an irreplaceable portion of the
sample train, extreme meteorological conditions, or other circumstances, beyond the owner or
operator's control, compliance may, upon the Administrator’s approval, be determined using the

arithmetic mean of the results of the two other runs,
[40 CFR 60.8]

Ayailability of Information

The avatlability to the public of information provided to or otherwise obtained by the EPA
Adminmstrator under this part shall be governed by 40 CFR Part 2. (Information submitted voluntarily to
the Administrator for the purposes of 60.5 and 60.6 is govemed by 40 CFR 2.201 through 2.213 and not

by 2.301.)
[40 CFR 60.9]

State Authority

‘The provisions of this part shall not be construed in any manner to preclude any state or political
subdivision thereof from the following:

{a)  Adopting and enforcing any emission standard or limitation applicable to an affected facility,
provided such emission standard or limitation is not less stringent than the standard applicable to
such facility.

{b) Requiring the owner or operator of an affected facility to obtain permits, licenses, or
approvals prior to initiating construction, modification, or operation of such facility.
[40 CFR 60.10]

Co nce with Standards and Maintenanee Requirements

(a)  Compliance with standards in 40 CFR 60, other than opacity standards, shall be determined in
accordance with performance tests established by 40 CFR 60.8, unless otherwise specified in the
applicable standard.

(b-<) The requirements of 40 CFR 60.11{b} and 60.1 1{c) are not applicable to this facility.

(dy  Atall times, including periods of startup, shutdown, and malfunction, owners and operators
shall, to the extent practicable, maintain and operate any affected facility including associated air
pollution control equipment in a manner consistent with good air pollution control practice for
minimizing emissions. Determination of whether acceptable operating and maintenance
procedures are being used will be based on information available to the Administrator, which
may include, but is not limited to, monitoring results, opacity observations, review of operating
and maintenance procedures, and inspection of the source.

()  The requirements of 40 CFR 60.11(e) are not applicable to this facility.
(f)  Special provisions set forth under an applicable subpart shall supersede any conflicting
provisions in paragraphs (&) through (e} of this section.
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For the purpose of submitting compliance certifications or establishing whether or riot a facility
has viclated or is in violation of any standard in 40 CFR 60, nothing in 40 CFR 60 shall preclude
the use, including the exclusive use, of any credible evidence or information relevant to whether
a source would have been in compliance with applicable requirements if the appropriate

performance or compliance test or procedure had been performed.
[40 CFR 60.11]

Circumvention

No owner or operator subject to the provisions of 40 CFR 60 shall build, erect, install, or use any article,
machine, equipment or process, the use of which conceals emissions which would otherwise constitute a
violation of an applicable standard. Such concealment includes, but is not limited to, the use of gaseous
diluents to achieve compliance with an opacity standard or with a standard that is based on the
concentration of a poliutant in the gases discharged to the atmosphere.

[40 CFR 60.12]

Modification

(2)

®)

Except as provided under Paragraphs (¢} and (f) of this section, any physical or operational
change to an existing facility that results in an increase in the emissions rate to the atmosphere of
any pollutant to which a standard applies shall be considered a modification within the meaning
of Section 111 of the Clean Air Act. Upon modification, an existing facility shall become an
affected facility for each pollutant to which a standard applies and for which there is an increase
in the emissions rate to the atmosphere,

Emission rate shall be expressed as kilograms per hour (kg/hr) of any pollutant discharged to the
atmosphere for which a standard is applicable. The Administrator shall use the following to

determine emissions rate:

(1) Emission factors specified in the latest issue of "Compilation of Air Pollutant Emission
Factors," EPA Publication No. AP42, or other emissions factors determined by the
Administrator to be superior to AP42 in cases where utilization of emissions factors
demonstrates that the emissions level resulting from the physical or operational change
will either clearly increase or not increase,

2) Material balances, continuous monitor data, or manual emissions tests in cases where
utilization of emissions factors, as referenced in Paragraph (b)(1) of this section, do not
demonstrate to the Administrator's satisfaction whether the emissions level resulting
from the physical or operational change will either clearly increase or not increase, or
where an owner or operator demonstrates to the Administrator's satisfaction that there are
reasonable grounds to dispute the result obtained by the Administrator utilizing
emissions factors as referenced in Paragraph (b)(1) of this section. When the emissions
rate is based on results from manual emissions tests or continuous monitoring systers,
the procedures specified in Appendix C of 40 CFR 60 shall be used to determine
whether an increase in emissions rate has occurred. Tests shall be conducted under such
conditions as the Administrator specifies to the owner or operator based on
representative performance of the facility. At least three valid test runs must be
conducted before and at least three after the physical or operational change. All
operating parameters that may affect emissions must be held constant to the maximum
feasible degree for all test runs.
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{¢c)  The addition of an affected facility to a stationary source as an expansion to that source or as a
replacement for an existing facility shall not, by itself, bring the applicability of 40 CFR 60 t¢
any other facility within that source,

(d) (Reserved).
{e}  The following shall not, by themselves, be considered modifications under 40 CFR 60

{1 Maintenance, repair, and replacemens which the Administrator determines to be routine
for a source category, subject to the provisions of Paragraph (¢) of this section and 40
CFR 60.15.

) An increase in production rate of an existing facility, if the increase can be accomplished
without a capital expenditure on that facility,

(3) An increase in the hours of operation.

{4) Use of an alternative fuel or raw material if the existing facility was designed to
accommodate that alternative use and it is prior to the date any standard under 40 CFR
60 becomes applicable to that source type, as provided by 40 CFR 60.1. A facility shall
be considered designed to accommodate an alternative fuel or raw material if that use
could be accomplished under the facility's construction specifications as amended prior

to the change. Conversion to coal required for energy considerations, as specified in
Section 111(a)(8) of the Clean Air Act, shall not be considered a modification.

(5) The addition or use of any system or device with the primary function to reduce air
pollutants, except when an emissions control system is removed or is replaced by a
system that the Administrator determines to be less environmentally beneficial,

6) The relocation or change in ownership of an existing facility,

{fy  Special provisions set forth under an applicable subpart of 40 CFR 60 shall supersede any
conflicting provisions of this section.

(&)  Within 180 days of the completion of any physical or operational change subject to the control
measures specified in Paragraph (a) of this section, compliance with all applicable standards
must be achieved.

(h)  No physical change, or change in the method of operation, at an existing electric utility steam-
generating unit shall be treated as a modification for the purposes of this section, provided that
such change does not increase the maximum hourly emissions of any pollutant regulated under
this section above the maximum hourly emissions achievable at that unit during the five years
prior to the change.

(i-1) The requirements of 40 CFR 60.14 (i) through 60.14(1) are not applicable to this facility.
140 CFR 60.14]

339 Reconstruction

(a} An existing facility, upon reconstruction, becomes an affected facility, irrespective of any change
in emission rate.

(b) Reconstruction" means the replacement of components of an existing facility to such an extent
that:
(1)  The fixed capital cost of the new components exceeds 50% of the fixed capital cost that

would be required to construct a comparable entirely new facility, and
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{2) It is technologically and economically feasible to meet the applicable standards set forth in
this part. .
{c) Fixed capital cost” means the capital needed to provide all the depreciable components.

4 If an owner or operator of an existing facility proposes to replace components, and the fixed
capital cost of the new components exceeds 50% of the fixed capital cost that would be required
to construct a comparable entirely new facility, he shall notify the Administrator of the proposed
replacements. The notice must be postmarked 60 days (or as soon as practicable) before
construction of the replacements is commenced and must include the following information:

{1} Name and address of the owner or operator,
(2) The location of the existing facility.
(3) A brief description of the existing facility and the components which are to be replaced.

{4) A description of the existing air pollution control equipment and the proposed air pollution
control equipment.

(3)  An estimate of the fixed capital cost of the replacements and of constructing a comparable
entirely new facility.

(6) The estimaied life of the existing facility after the replacements,

{7} A discussion of any economic or technical limitations the facility may have in complying
with the applicable standards of performance after the proposed replacements.

(e} The Administrator will determine, within 30 days of the receipt of the notice required by
paragraph (d} of this section and any additional information he may reasonably require, whether
the proposed replacement constitutes reconstruction.

63 The Administrator’s determination under paragraph (e) shall be based on;

(1) The fixed capital cost of the replacements in comparison to the fixed capital cost that
would be required to construct a comparable entirely new facility;

(2) The estimated life of the facility after the replacements compared to the life of 2
comparable entirely new facility;

(3} The extent to which the components being replaced cause or contribute to the emissions
from the facility; and

{(4) Any economic or technical limitations on compliance with applicable standards of
performance which are inherent in the proposed replacements.

() Individual subparts of this part may include specific provisions which refine and delimit the

concept of reconstruction set forth in this section,
[40 CFR 60.15]

340 Incorporations by Reference

The materials listed in 40 CFR 60.17are incorporated by reference in the corresponding sections noted.
These incorporations by reference were approved by the Director of the Federal Register on the date

listed.
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These materials are incorporated as they exist on the date of the approval, and a notice of any change in
these materials will be published in the Federal Register. The materials are available for purchase at the
corresponding address noted in 40 CFR 60.17, and all are available for inspection at the Office of the
Federal Register, 800 North Capitol Street, NW., suite 700, Washington, DC and at the Library (MD-35},

U.S. EPA, Research Triangle Park, NC.
140 CFR 60.17]

341  General Notification and Reporting Requirements

(a) For the purposes of this part, time periods specified in days shall be measured in calendar days,
even if the word calendar” is absent, unless otherwise specified in an applicable requirement,

(b) For the purposes of this part, if an explicit postmark deadline is not specified in an applicable
requitement for the submittal of a notification, application, report, or other written
cornmunication to the Administrator, the owner or operator shall postmark the submittal on or
before the number of days specified in the applicable requirement. For example, if a notification
must be submitted 15 days before a particular event is scheduled to take place, the notification
shall be postmarked on or before 15 days preceding the event; likewise, if a notification must be
submitted 15 days afier a particular event takes place, the notification shall be delivered or
postmarked on or before 15 days following the end of the event. The use of reliable non-
Government mail carriers that provide indications of verifiable delivery of information required
to be subrnitted to the Administrator, similar to the postmark provided by the U.S. Postal Service,
or alternative means of delivery, including the use of electronic media, agreed to by the
permitting authority, is acceptable.

(<) Notwithstanding time periods or postmark deadlines specified in this part for the submittal of
information to the Administrator by an owner or operator, or the review of such information by
the Administrator, such time periods or deadlines may be changed by mutual agreement between
the owner or operator and the Administrator. Procedures governing the implementation of this
provision are specified in paragraph (f) of this section.

(@) If an owner or operator of an affected facility in a State with delegated authority is required to
submit periodic reports under this part to the State, and if the State has an established timeline
for the submission of periodic reports that is consistent with the reporting frequency(ies)
specified for such facility under this part, the owner or operator may change the dates by which
periodic reports under this part shall be submitted (without changing the frequency of reporting)
to be consistent with the State's schedule by mutual agreement between the owner or operator
and the State. The allowance in the previous sentence applies in each State beginning one year
after the affected facility is required to be in compliance with the applicable subpart in this part.
Procedures governing the implementation of this provision are specified in paragraph (f) of this
section,
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{e) If an owner or operator supervises one or more stationary sources affected by standards set under
this part and standards set under part 61, part 63, or both such parts of this chapter, he/she may
arrange by mutual agreement between the owner or operator and the Administrator (or the State
with an approved permit program} a common schedule on which pericdic reports required by
each applicable standard shall be submitted throughout the year. The allowance in the previous
sentence applies in each State beginning one year after the stationary source is required to be in
compliance with the applicable subpart in this part, or one year after the stationary source is
required to be in compliance with the applicable 40 CFR part 61 or part 63 of this chapter
standard, whichever is latest. Procedures governing the implementation of this provision are
specified in paragraph (f) of this section.

) (1) i) Until an adjustment of a time period or postmark deadiine has been approved by the
Administrator under paragraphs (f)(2) and (£)(3) of this section, the owner or operator of
an affected facility remains strictly subject to the requirements of this part. (i) An owner or
operator shall request the adjustment provided in paragraphs (£}(2) and ()(3) of this
section each time he or she wishes to change an applicable time period or postmark
deadline specified in this part.

(2) Notwithstanding time periods or postmark deadlines specified in this part for the submittal
of mformation to the Administrator by an owner or operator, or the review of such
information by the Administrator, such time periods or deadlines may be changed by
mutual agreement between the owner or operator and the Administrator, An owner or
operator who wishes to request a change in a time period or postmark deadline for a
particular requirement shall request the adjustment in writing as soon as practicable before
the subject activity is required to take place. The owner or operator shall include in the
request whatever information he or she considers useful to convince the Administrator that
an adjustment is warranted.

(3) If, in the Administrator's judgment, an owner or operator's request for an adjustment to a
particular time period or postmark deadline is warranted, the Administrator will approve
the adjustment. The Administrator will notify the owner or operator in writing of approval
or disapproval of the request for an adjustment within 15 calendar days of receiving
sufficient information to evaluate the request.

(4) Ifthe Administrator is unable to meet a specified deadline, he or she will notify the owner
or operator of any significant delay and inform the owner or operator of the amended

schedule,
[40 CFR 60.19]
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4, AUXILIARY BOILER AND FUEL HEATER

Summary Description

The following is a narrative description of the auxiliary boiler and fuel heater regulated in this Tier
operating permit. This description is for informational purposes only.

The auxiliary boiler, also referred to as the startup boiler, was manufactured by Vapor Power with a
rated heat input of 16.7 MMBtw/hr. It provides steam to the steam-turbine gland seals during preheating
and turbine startup operations and is equipped with Jow-NO, burners. The boiler is fired exclusively on
natural gas and combustion gasses are exhausted through a 70-ft high, 4-ft diameter stack.

The fuel heater, also referred to as the gas heater, is an indirect water-bath heater, manufactured by
NATCO with a rated heat input of 4 MMBtwhr. The unit is used to heat a water and anti-freeze solution
that heats the natural gas to 70°F before it enters the main turbine. The heater is equipped with low-NO,
burners, fired exclusively on natural gas, and exhausts through a 20-ft high, 2-ft diameter, stack.

Table 4.1 describes the devices used in controlling emissions from the sources regulated in this permit.

Table 4.1 AUXILIARY BOILER AND FUEL HEATER CONTROL DEVICES

Emisstons Unit(s) / Process(es) Emissions Controf Pevice
Auxiiiary boiler Low-NO, burners
Fuel heater Low-NQ, bumners

Table 4.2 contains only a summary of the requirements that apply to the auxiliary boiler and fuel heater.
Specific permit requirements are listed below in the table.

Table 4.2 AUXILIARY BOILER AND FUEL HEATER REQUIREMENTS SUMMARY

Operuting and
« Applicable
Permit Permit Limit / Moaitoring and
Conditions Parameter Standard Summary R‘Qg‘;’m“ Recordkeeping
Reguirements
4.1 o CO-2.01o/hr, 5.6 Thyr PTC No. P-020116 44,4546
4.1 NO, NO, - 5.5 Tiyr PTC No. P-020116 44,45 4.6
4.1 PMi PMo - 0.19 ib/hy, 0.6 Tiyr PTC No. P-020116 44,45, 4.6
4.1 50, 50, - 0.015 Ib/hr, 0.04 Tryr PTC No. P-620116 44,4546
4.1 VOCs VOCs - 0.05 Ih/hr, 0.14 Thr PTC No. P-020116 4.4, 45,46
. . 20% opacity for no more than three
4.2 Visible emissions minutes in any 60-minute period PTC No. P-020116 2.8, 212
Fuel-burning equipment ;| PM no more than 0.015 gridscf
4.3 PM jard corrected to 3% oxygen IDAPA 58.01.01.676 | 4.4
o Record the amount of fuel 46 CFR 60.48c{g)
4.7 NSPS fuel monitoring busted during each day and 60.48¢(i) 2.12
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1.ocation:

Permit Limits / Standard Summary

4.1 Criteria Pollutant Emissions

The combined emissions from the auxiliary boiler and fuel heater stacks of CO, NOy, PM,yg, SO;, and

VOC shall not exceed any corresponding emission rate limit listed in Table 4.3 of this permit.
[PTC No. P-020118, 10/12/04]

Table 4.3 CR!TEFI*‘A POLEUTANT EMISSION LIMITS
CO NOy PM;e SO, YOO
Source Description o/hr | Tivr Tiyr y/hr Tiyr o/hr Tiyr ibfhr Thyr
Combined emissions from the
auxiliary boiler and the fuel 2.0 5.6 35 0.19 0.6 0.015 3.04 0.05 0.14
heater
4.2 Visible Emissions

Visible emissions from any point of emission at the facility shall not exceed 20% opacity for a period or
periods aggregating more than three minutes in any 60 minute period as required by IDAPA
58.01.01.625 (Rules for the Control of Air Pollution in Idaho). Opacity shall be determined by the

procedures contained in IDAPA 58.01.01.625.
{IDAPA 58.01.01.625, 4/5/00]

4.3 Fuel-Burning Equipment - PM

The PM emissions shall not exceed the grain-loading limit of 0,015 gr/dscf of effluent gas corrected to
3% oxygen by volume for natural gas. This emission limit applies to both the auxiliary boiler and to the

fuel heater.
[IDAPA 58.01.01.676, 5/1/94]
Operating Requirements
4.4 Fuel Type

The auxiliary boiler and the fuel heater shall be fired exclusively by natural gas.
[PTC No. P-0201186, 10/12/04}

4.5 Hours of Operation

‘The auxiliary botler and fuel heater shall not be operated for more than the corresponding allowable
hours of operation listed below per any consecutive 12-month period:

. Auxiliary boiler; 5,000 hr/yr

. Fuel heater: 8,000 hriyr
[PTC No. P-020116, 10/12/04]

Page 33 of 47



AIR QUALITY TIER I OPERATING PERMIT NUMBER T1-020108

Permittee:

Rathdnem Power LLC Date Issued: March 25, 2005

L.ocation:

Facility ID No. 055-00045
Rathdrum, idaho i Date Expires: March 25, 2010

Monitoring and RecordKeeping Requirements

4.6

4.7

Hours of Operation

The permittee shall monitor and record the hours of operation for each source listed in Permit Condition
4.5 to demonstrate compliance with Permit Condition 4.5, Annual hours of operations shall be
determined by monitoring and recording the hours of operation monthly, and then summing the monthly
hours of operation over the previous consecutive 12-month period. All such records shall be maintained
onsite in accordance with Section 2 of this permit and shall be made available to DEQ representatives

upon request.
[PTC No. P-0201186, 10/12/04]

NSPS Fuel Monitoring

The permittee shall record and maintain records of the amount of natural gas combusted in the auxiliary
boiler during each day. All data shall be maintained onsite in accordance with Section 2 of this permit

and shall be made available to DEQ representatives upon request.
[40 CFR 60.48¢(g) and 60.48¢{i); IDAPA 58,01.01.322.07(c}, 5/1/94)
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5. DIESEL GENERATOR AND FIRE PUMP

Summary Description

The following is a narrative description of the diese] generator and fire pump regulated in this Tier I
operating permit. This description is for informational purposes only.

A diesel-fired, standby electric generator is used to provide vital power to devices needed to ensure the
main turbine is protected on a complete loss of power to the plant during a plant shutdown. The
generator is 550 hp. A 185-hp, diesel-fired, emergency fire pump supplies pressurized water to the fire
protection sprinkler systems, Both the generator and fire pump are opcrawd approximately 30 minutes
each week for testing purposes.

Table 5.1 describes the devices used in controlling emissions from the sources regulated in this permit.

Tabie 5.1 DIESEL GENERATOR AND FIRE PUMP CONTROL DEVICES

Emissions Unit(s} / Process{es) Emissions Centrol Device
Diesel generator None
Diesel fire pump ' None

Table 5.2 contains only 2 summary of the requirements that apply to the diesel generator and fire pump.
Specific permit requirements are listed below in the table.

Table 5.1 DIESEE, GENERATOR AND FIRE PUMP REQUIREMENTS SUMMARY
Operating and
Applicable
Permit Permit Limit / Mozitoring and
Couditions Parameter Standard Summary Reduirements Recordkeeping
Requirements
- C 20% opacity for ne more than three
5.1 Visible emissions minutes in any 60-minute period PTC No, P-020116 28,212
. Generator — 500 hriyr
5.2 Operating Hours Fire Pump ~ 500 hr/yr PTC No. P-020116 54
ASTM Grade No. | fuel oil
0.3% by weight;
3.3 Fuei sulfur content ASTM Grade No. 2 fuel il - IDAPA SBOH0L728 § 5.5
0.5% by weight

Permit Limits / Standard Summary

5.1 Yisible Emissions

Visible emissions from any point of emission at the facility shall not exceed 20% opacity for a period or
periods aggregating more than three minutes in any 60 minute period as required by IDAPA
38.01.01.625 (Rules for the Control of Air Pollution in Idaho). Opacity shall be determined by the

procedures contained in IDAPA 58.01.01.625,
[IDAPA 58.01.01.625, 4/5/00)
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Operating Requirements
5.2 Hours of Operation

5.3

The diesel generator and fire pump shall not be operated for more than the corresponding allowable
hours of operation listed below per any consecutive 12-month period:

» Diesel generator: 500 hr/yr

» Diesel fire pump: 500 hr/yr
IPTC No. P-020116, 10/12/04]

Fuel Sulfur Content

No person shall sell, distribute, use, or make available for use, any distillate fuel oil containing more
than the following percentages of sulfur:
» ASTM Grade No. 1 fuel oil - 0.3% by weight

*  ASTM Grade No. 2 fuel o1l - 0.5% by weight.
[IDAPA 58.01.01.728, 5/1/94]

Monitoring and RecordKeeping Requirements

54

515

Hours of Operation

The permittes shall monitor and record the hours of operation for each source listed in Permit Condition
5.2 to demonstrate compliance with Permit Condition 5.2. Annual hours of operations shall be
determined by monitoring and recording the hours of operation monthly, and then summing the monthly
hours of operation over the previous consecutive 12-month period. All such records shall be maintained
onsite in accordance with Section 2 of this permit and shall be made available to DEQ representatives

upon request,
[PTC No. P-0201186, 10/12/04]

Fuel Sulfur Content

The permittee shall maintain documentation of supplier verification of the sulfur content in the distiflate
fuel on an as-received basis. All data shall be maintained onsite in accordance with Section 2 of this

permit and shall be made available to DEQ representatives upon request,
[IDAPA 58.01.01.322.06, 5/1/94]
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6. TITLE IV ACID RAIN PERMIT FOR THE GENERAL ELECTRIC COMBUSTION
TURBINE

Statement of Basi_s

6.1 In accordance with IDAPA 58.01.01, Rules for the Control of Air Pollution in Idaho, and Titles IV and

V of the Clean Air Act, DEQ issues this permit pursuant to IDAPA 58.01.300.
[40 CFR 72.64]

SO, Allowance Allocations and NO, Requirements

6.2 Rathdrum Power LLC is required to obtain SO, allowances (after deductions under 40 CFR 73.34(c))
not less than the total annual emissions of SO, for the previous calendar year from the unit, in
accordance with 40 CFR 72.9(c). The source is not subject to NO, emission limitations under 40 CFR
Part 76. In addition, the following requirements apply:

s Emissions from the facility shall not exceed any allowances that the source lawfully holds.

* No limit is placed on the number of allowances held by the source and no permit revisions shall be
required for increases in emissions that are authorized by allowances acquired pursuant to the acid
rain program, provided such increases do not require a permit revision under any other applicable
requirement.

» The source may not, however, use allowances as a defense for noncompliance with any other
applicable requirement.

» Any such allowance shall be accounted for according to the procedures established in 40 CFR Part

72 and 40 CFR Part 73.
[40 CFR 72.9(c), 72.40(a), 72.50({a)(2), 72.50(a)(3), 76.1; IDAPA 58.01.01.322.12, 3/23/98]

Comments, Notes, and Justifications

6.3 The Acid Rain Permit incorporates by reference the definitions and terms under 40 CFR 72.2.
[40 CFR 72.50(b)]

Compliance with Permit Application

6.4 The owners and operators of Rathdrum Power LLC shall comply with all elements required for a
complete acid rain permit application as set forth in Rathdrum Power LLC’s EPA Phase II Acid Rain
Permit Application, EPA Form 7610-16, which was signed and dated July 2, 1999. A copy of the acid
rain permit application requirements is provided below. Copies of applicable requirements specified in
40 C¥FR Parts 72 through 78, which are included throughout this permit, were current as of the time of
issuance. Where DEQ has provided a reprint of an applicable federal regulation, in the case of any
discrepancy or conflict between the reprint and the CFR, the requirement in the CFR shall control.
[40 CFR 72.9, 72.31(d), 72.50(a)(1)]
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6.8 Standard Requirements

(&  Permit Requirements
{1} The designated representative of each affected source and each affected unit af the source
shall do the following:

(i) Submit a complete acid rain permit application (including a compliance plan) under
this part in accordance with the deadlines specified in 40 CFR 72.30.

(ii} Submit, in a timely manner, a complete reduced-utilization plan if required under 40
CFR72.43.

(1ii) Submit, in a timely manner, any supplemental information that the permitting
authority determines is necessary in order to review an acid rain permit application
and issue or deny an acid rain permit,

(2) The owners and operators of each affected source and each affected unit at the source shall
do the following:

(i)  Operate the unit in compliance with a complete acid rain permit application ora
superseding acid rain permit issued by the permifting authority.

(i) Have an acid rain permit.

) Monitoring Requirements.
(1) The owners and operators and, to the extent applicable, designated representative of each

affected source and each affected unit at the source shall comply with the monitoring
requirements as provided in Part 75 of this chapter.

(2) The emissions measurements recorded and reported in accordance with Part 75 of this
chapter shall be used to determine compliance by the unit with the acid rain emissions
limitations and emissions reduction requirements for SO, and NO, under the Acid Rain
Program.

{3)  The requirements of Part 75 of this chapter shall not affect the responsibility of the owners

- and operators to monitor ernissions of other pollutants or other emissions characteristics
that fall under other applicable requirements of the Clean Air Act and other provisions of
the operating permit for the source,

{c) ioxide uirements.

(1) The owners and operators of each source and each affected unit at the source shall do the
following:

(i)  Hold allowances, as of the allowance transfer deadline, in the unit's compliance
subaccount {after deductions under 40 CFR73.34(c) of this chapter) not less than the
total annual emissions of SO, for the previous calendar year from the unit.

(i} Comply with the applicable acid rain emissions limitation for SO,.

{2)  Each ton of SO; emitted in excess of the acid rain emissions limitations for SO, shall
constitute a separate violation of the Clean Air Act.
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(e}

3

)

)

©®)

M

An affected unit shall be subject to the requirements under Paragraph (c)(1) of this section
as follows:

(i}  Starting January 1, 1995, an affected unit under 40 CFR72.6(aX1)

(i) Starting.on or after January 1, 1995, in accordance with 40 CFR 72.41 and 72.43, an
affected unit under 40 CFR 72.6(a)(2) or (3) that is a substitution or compensating
unit

(it} Starting January 1, 2000, an affected unit under 40 CFR 72.6(a)(2) that isnot a
substitution or compensating unit

(iv) Starting on the later of January 1, 2000, or the deadline for monitor certification
under Part 75 of this chapter, an affected unit under 40 CFR 72,6(a)(3) thatisnota
substitution or compensating unit

Allowances shall be held in, deducted from, or transferred among Allowance Tracking
System accounts in accordance with the Acid Rain Program.

An aliowance shall not be deducted, in order to comply with the requirements under
Paragraph (¢)(1){i) of this section, prior to the calendar year for which the allowance was

allocated.

An allowance allocated by the Administrator under the Acid Rain Program is a limited
authorization to emit SO, in accordance with the Acid Rain Program. No provision of the
Acid Rain Program, the acid rain permit application, the acid rain permit, an exemption
under 40 CFR 72.7 or 40 CFR 72.8, and no provision of law shall be construed to limit the
authority of the United States to terminate or limit such authorization.

An allowance allocated by the Administrator under the Acid Rain Program does not
constitute a property right.

NO, Requirements.
The owners and operators of the source and each affected unit at the source shall comply with the
applicable Acid Rain emissions limitation for nitrogen oxides.

Excess Emissions Requirements.

N

@)

The designated representative of an affected unit that has excess emissions in any calendar
year shall submit a proposed offset plan, as required under Part 77 of this chapter.

The owners and operators of an affected unit that has excess emissions in any calendar
year shall do the following:

(i)  Pay the penalty required without demand, and pay the interest on that penalty upon
demand, as required by Part 77 of this chapter.

(i) Comply with the terms of an approved offset plan, as required by Part 77 of this
chapter.
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{f) Recordkeening and Reporting Reguirements.

(1}  Unless otherwise provided, the owners and operators of the source and each affected unit
at the source shall keep on site each of the following documents for a period of five years
from the date the document is created. This period may be extended for cause any fime
prior to the end of five years, in writing, by the Administrator or permitting authority.

(1)  The certificate of representation for the designated representative for the source and
each affected unit at the source and all documents that demonstrate the truth of the
statements in the certificate of representation, in accordance with 40 CFR 72.24,
provided that the certificate and documents shall be retained on site at the source
beyond such five-year period until such documents are superseded because of the
submission of a new certificate of representation changing the designated
representative,

(ii)  All emissions monitoring information, m accordance with Part 75 of this chapter,
provided that to the extent Part 75 provides for a three-year period for
recordkeeping, the three-year period shall apply.

(iii) Copies of all reports, compliance certifications, and other submissions and all
records made or required under the Acid Rain Program.

(iv) Copies of all documents used to complete an acid rain permit application and any
other submission under the Acid Rain Program or to demonstrate compliance with
the requirements of the Acid Rain Program.

(2) The designated representative of an affected source and each affected unit at the source
shail submit the reports and compliance certifications required under the Acid Rain
Program, including those under Subpart | of this part and Part 75 of this chapter.

(g}  Liability

(1)  Any person who knowingly violates any requirement or prohibition of the Acid Rain
Program, a complete acid rain permit application, an acid rain permit, or an exemption
under 40 CFR 72.7 or 40 CFR 72.8, including any requirement for the payment of any
penalty owed to the United States, shall be subject to enforcement pursuant to Section
113(c) of the Clean Air Act.

{2)  Any person who knowingly makes a false, material statement in any record, submission, or
report under the Acid Rain Program shall be subject to criminal enforcement pursuant to
Section 113(c) of the Clean Air Act and 18 U.S.C. 1001.

{3) No permit revision shall excuse any violation of the requirements of the Acid Rain
Program that occurs prior fo the date that the revision takes effect.

(4)  Each affected source and each affected unit shall meet the requirements of the Acid Rain
Program.

(5)  Any provision of the Acid Rain Program that applies to an affected source (including a

provision applicable to the designated representative of an affected source) shall also apply
to the owners and operators of such source and of the affected units at the source.
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(6) Any provision of the Acid Ram Program that applies to an affected unit (including a
provision applicable to the designated representative of an affected unit) shall also apply to
the owners and operators of such unit. Except as provided under 40 CFR 72.41
(substitution plans), 40 CFR 72.42 (Phase I extension plans), 40 CFR 72.43 (reduced
utilization plans), 40 CFR 72.44 (Phase I repowering extension plans), 40 CFR 74.47 of
this chapter (thermal energy plans), and 40 CFR 76.11 of this chapter (NO, averaging
plans), and except with regard to the requirements applicable 1o units with a common stack
under Part 75 of this chapter (including 40 CFR 75.16, 75.17, and 75.18 of this chapter),
the owners and operators and the designated representative of one affected umit shall not be
liable for any viclation by any other affected unit of which they are not owners or operators
or the designated representative and that is located at a source of which they are not
owners or operators or the designated representative.

(7} Each violation of a provision of this part; Parts 73, 74, 75, 76, 77, and 78 of this chapter;
by an affected source or affected unit; or by an owner or operator or designated
representative of such source or unit; shall be a separate violation of the Clean Air Act.

(hy  Effect on Other Authorities.

No provision of the Acid Rain Program, an acid rain permit application, an acid rain permit, or
an exemption under 40 CFR 72.7 or 40 CFR 72.8 shall be construed as the following:

(1) Except as expressly provided in Title IV of the Clean Air Act, exempting or excluding the
owners and operators and, to the extent applicable, the designated representative of an
affected source or affected unit from compliance with any other provision of the Clean Air
Act, including the provisions of Title I of the Act relating fo applicable National Ambient
Alr Quality Standards or SIPs.

(2) Limiting the number of allowances a unit can hold; provided, that the number of
aliowances held by the unit shall not affect the source’s obligation to comply with any
other provisions of the Clean Air Act.

(3) Requiring a change of any kind in any state law regulating electric utility rates and charges,
affecting any state law regarding such state regulation, or limiting such state regulation,
including any prudence review requirements under such state law.

(4) Modifying the Federal Power Act or affecting the authority of the Federal Energy
Regulatory Commission under the Federal Power Act.

(5) Interfering with or impairing any program for competitive bidding for power supply in a

State in which such program is established.
{[IDAPA 58.01.01.322.12, 5/1/94; 40 CFR 72.9]
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7. TIER | OPERATING PERMIT GENERAL PROVISIONS

General Compliance

1. The permittee shall comply with all conditions of this permif. Any permi{ noncompliance constitutes a
violation and is grounds for enforcement action; for permit termination, revocation and reissuance, or

revision; or for denial of a permit renewal application.
' [IDAPA 58.01.01.322.15.a, 5/1/94; 40 CFR 70.6{a){8){I)]

2. It shall not be a defense in an enforcement action that it would have been necessary 1o halt or reduce the
permitted activity in order to maintain compliance with the terms and conditions of this permit.
[IDAPA 58.01.01.322.15.b, 5/1/94; 40 CFR 70.6{a}{6)(i}]

3 Any permittee who fails to submit any relevant facts or who has submitted incorrect information in a
permit application shall, upon becoming aware of such failure or incorrect submittal, promptly submit

such supplementary facts or corrected information.
[IDAPA 58.01.01.315.01, 5/1/94; 40 CFR 70.5(b) and 72.61(b)}(3)]

Reopening

4. This permit may be revised, reopened, revoked and reissued, or terminated for cause. Cause for
reopening exists under any of the circumstances listed in IDAPA 58.01.01.386, Proceedings to reopen
and reissue a permit shall follow the same procedures as apply to initial permit issuance and shall affect
only those parts of the permit for which cause to reopen exists. Such reopening shall be made as

expeditiously as practicable in accordance with IDAPA 58.01.01.360 through 369.
[DAPA 58.01.01.322.15.¢, 5/1/94; IDAPA 58.01.01.386, 3/19/99;
40 CFR 70.7(f){(1) and (2); 40 CFR 70.6{a)(6)(iil}]

5. The filing of a request by the permittee for a permit revision, revocation and reissuance, or termination,
or of a notification of planned changes or anticipated noncompliance does not stay any permit condition.
[IDAPA 58.01.01.322.15.d, 5/1/94; 40 CFR 70.6(a)(6)(iil)]

Property Rights

6. This permit does not convey any property rights of any sort, or any exclusive privilege.
[IDAPA 58.01.01.322.15.0, 5/1/94; 40 CFR T70.6(a)}(6)(iv}]

Information Requests

7. The permittee shall furnish all information requested by DEQ, within a reasonable time, that DEQ may
request in writing to determine whether cause exists for modifying, revoking and reissuing, or
terminating the permit or to determine compliance with the permit.

[idaho Code §39-108; IDAPA 58.01.01.122, 5/1/94; IDAPA 58.01.01.322.15.1, 4/5/00;
40 CFR 70.6(a){8){(v}]
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8. Upon request, the permittee shall furnish to DEQ copies of records required to be kept by this permit. |
For information claimed to be confidential, the permittee may furnish such records along with a claim of
confidentiality in accordance with Idaho Code §39-342A and applicable implementing regulations
meluding IDAPA 58.01.01.128.

[IDAPA 58.01.01.322.15.g, 5/1/94; IDAPA 58.01.01,128, 4/5/00; 40 CFR 70.6{a}{6)(v}]
Severability
9. The provisions of this permit are severable, and if any provision of this permit to any circumstance is

held invalid, the application of such provision to other circumstances, and the remainder of this permit

shall not be affected thereby.
[IDAPA 58.01.01.322.15.h, 5/1/94; 40 CFR 70.8(a}(5)]

Changes Requiring Permit Revision or Notice

10.

1L

The permittee may not commence construction or modification of any stationary source, facility, major
facility, or major modification without first obtaining all necessary permits to construct or an approval
under IDAPA 58.01.01.213, or complying with IDAPA 58.01.01.220 through 223. The permittee shall
comply with IDAPA 58.01.01.380 through 386 as applicable.
[HDAPA 58.01.01.200-223, 4/5/00; IDAPA 58.01.01.322.15.1 and 380-386, 3/19/99;
40 CFR 70.4(b}{(12), (14) and {15); 40 CFR 70,7(d) and (e)]

Changes that are not addressed or prohibited by the Tier I operating permit require 2 Tier I operating
permit revision if such changes are subject to any requirement under Title IV of the CAA, 42 USC
Section 7651 through 765 ¢, or are modifications under Title ] of the CAA, 42 USC Section 7401
through 7515. Administrative amendments (IDAPA 58.01.01.381), minor permit modifications (IDAPA
58.01.01. 383), and significant permit modifications (IDAPA 58.01.01.382) require a revision to the
Tier I operating permit. Clean Air Act section 502(b)}(10) changes are authorized in accordance with
IDAPA 58.01.01.384, Off-permit changes and required notice are authorized in accordance with

IDAPA 58.01.01.385.
[IDAPA 58.01.01.381-385, 3/19/99; IDAPA 58.01.01.209.05, 5/1/94;
40 CFR 70.4(b)(14) and (15)]

Federal and State Enforceability

i2.

13.

Unless specifically identified as a “state-only” provision, all terms and conditions in this permit,
including any terms and conditions designed to limit a source’s potential to emit, are enforceable: (i) by
DEQ in accordance with state law; and (ji) by the United States or any other person in accordance with

federal law,
[IDAPA §8.01.01.322.15.}, 5/1/94; 40 CFR 70.6(b}{1) and {2)}

Provisions specifically identified as a “state-only” provision are enforceable only in accordance with
state law. “State-only” provisions are those that are not required under the Federal Clean Air Act or
under any of its applicable requirements or those provisions adopted by the state prior to federal

approval.
[idaho Code §39-108; IDAPA 58.01.01.322.15.k, 3/23/98)
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Inspection and Entry

14. Upon presentation of credentials, the permittee shall allow DEQ or an authorized representative of DEQ
to do the following:

14.1 Enter upon the permittee’s premises where a Tier I source is located or emissions related activity is
conducted, or where records are kept under conditions of this permit;

142 Have access to and copy, at reasonable times, any records that are kept under the conditions of this
permit;

14.3 Inspect at reasonable times any facilities, equipment (including monitoring and air pollution control
equipment), practices, oroperations regulated or required under this permit; and

144 Asauthorized by the Idaho Environmental Protection and Health Act, sample or monitor, at reasonable
times, substances or parameters for the purpose of determining or ensuring compliance with this permit

or applicable requirements.
[idaho Code §39-108; IDAPA §8.01,01.322.15., 3/19/99; 40 CFR 70.6(c){2}}

New Requirements during Permit Term

I5. The permitice shall comply with applicable requirements that become effective during the permit term

on a timely basis.
[H)APA 58.01.01.322.10, 4/5/00; IDAPA 58.01.01.314.10.a.ii, 5/1/94;
40 CFR 70.6(c)(3) citing 70.5(c)(8]

Fees

16. The owner or operator of a Tier I source shall pay annual registration fees to DEQ in accordance with

IDAPA 58.01.061.525 through IDAPA 58.01.01.538.
[IDAPA 58.01.01.322.15.n, 5/1/94; 40 CFR 70.6(a)(7)]

Certification

17 All documents submitted to DEQ shall be certified in accordance with IDAPA 58.01.01.123 and

comply with IDAPA 58.01.01.124.
[IDAPA 58.01.01.322.15.0, 5/1/94; 40 CFR 70.6{a}{3){iil}{A}; 40 CFR 70.5(d)]

Renewal

18.1 The owner or operator of a Tier I source shall submit an application to DEQ for a renewal of this permit
at least 6 months before, but no earlier than 18 months before, the expiration date of this operating
permit. To ensure that the term of the operating permit does not expire before the permit is renewed, the
owner or operator is encouraged to submit a renewal application 9 months prior to the date of expiration.

[IDAPA 58.01.01.313.03, 4/5/00; 40 CFR 70.5(a)(1){ii)]
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If a timely and complete application for a Tier | operating permit renewal is submitted, but DEQ fails to

18.2
issue or deny the renewal permit before the end of the term of this permit, then all the terms and
conditions of this permit including any permit shield that may have been granted pursuant to IDAPA
58.01.01.325 shall remain in effect until the renewal permit has been issued or denied.

[IDAPA 58.01.01.322.15.p, 5/1/94; 40 CFR 70.7(b}]

Permit Shield

9. Compliance with the terms and conditions of the Tier I operating permit, including those applicable to
all alternative operating scenarios and trading scenarios, shall be deemed compliance with any
applicable requirements as of the date of permit issuance, provided that:

Such applicable requirements are included and are specifically identified in the Tier I operating permit;
or DEQ has determined that other requirements specifically identified are not applicable and all of the
criteria set forth in IDAPA 58.01.01.325.01(b) have been met.

192 The permit shicld shall apply to permit revisions made in accordance with IDAPA 58.01.01.381.04
(administrative amendments incorporating the terms of a permit to construct), IDAPA 58.01.01.382.04
(significant modifications), and IDAPA 58.01.01.384.03 (trading under an emissions cap).

19.3  Nothing in this permit shall alter or affect the following:

19.3.1  Any administrative authority or judicial remedy available to prevent or terminate emergencies or
imminent and substantial dangers;

19.3.2  The liability of an owner or operator of a source for any violation of applicable requirements prior fo or
at the time of permit issuance;

19.3.3  The applicable requirements of the acid rain program, consistent with 42 U.8.C. Section 7651(g)(a); and

19.3.4 The ability of EPA to obtain information from 2 source pursuant to Section 114 of the CAA; or the

ability of DEQ to obtain information from a source pursuant to Idaho Code §39-108 and IDAPA
58.01.01.122.
[idaho Code §39-108 and 112; IDAPA 58.01.01.122, 322.15.m, and 3285, 511/94;
IDAPA 58.01.01.381.04, 382.04, 383.05, 384.03, and 385.03, 3/19/99; 40 CFR 70.6{f)]

Compliance Schedule and Progress Reports

20.1

20.2

20.3

For each applicable requirement for which the source is not in compliance, the permittee shall comply
with the compliance schedule incorporated in this permit.

For each applicable requirement that will become effective during the term of this permit and that
provides a detailed compliance schedule, the permittee shall comply with such requirements in
accordance with the detailed schedule.

For each applicable requirement that will become effective during the term of this permit that does not
contain a more detailed schedule, the permittee shall meet such requirements on a timely basis.
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204  For each applicable requirement with which the permittee is in compliance, the permittee shall continue

to comply with such requirements.
[IDAPA 58.01.01.322.10, 4/5/00; IDAPA 58.01.01.314.9 and 10, 5/1/94; 40 CFR 70.6(c)(3) and (4)]

Periodic Compliance Certification

21 The permittee shall submit compliance certifications dunng the term of the permut for each e¢missions
unit to DEQ and the EPA as follows:

21.1  The permittee's reporting period for annual compliance certifications for all emissions units shall be
from January 1 to Decernber 31 of each year. The original compliance certifications shall be submitted
to DEQ and a copy of all compliance certifications shall be submitted to the EPA no later than January

31* of each year;

21.2 The compliance certification for each emissions unit shall address all of the terms and conditions
contained in the Tier I operating permit that are applicable to such emissions unit including emissions
limitations, standards, and work practices;

21.3  The compliance certification shall be in an itemized form providing the following information {provided
that the identification of applicable information may cross-reference the permit or previous reports as
applicable):

21.3.1 The identification of each term or condition of the Tier I operating permit that is the basis of the
certification;

21.3.2  The identification of the method(s) or other means used by the owner or operator for determining the
compliance status with each term and condition during the certification period. Such methods and other
means shall inchude, at a minimum, the methods and means required by this Tier | operating permit;

21.3.3  The status of compliance with the terms and conditions of the permit for the period covered by the
certification, including whether compliance during the period was continuous or intermittent. The
certification shall be based on the method or means designated in Paragraph 21.3.2 above, The
certification shall identify each deviation and take it into account in the compliance certification. The
certification shall also identify as possible exceptions to compliance any periods during which
compliance is required and in which an excursion or exceedance as defined under 40 CFR 64 occurred;

21.3.4  Such other facts as DEQ may require to determine the compliance status of the source.

[IDAPA 58.01.01.322.11, 2/5/047; 40 CFR 70.8(c){5)(iil) as amended;
62 Fed. Reg. 54900 and 54946, 10/22/97; 40 CFR 70.6{c){5){iv)]

False Statements
22, No person shall knowingly make any false statement, representation, or certification in any form, notice,

or report required under this permit, or any applicable rule or order in force pursuant thereto.
[IDAPA 58.01.01.125, 3/23/98])
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No Tampering

23. No person shall knowingly render inaccurate any monitoring device or method required under this

permit or any applicable rule or order in force pursuant thereto,
[IDAPA 58,01.01.126, 3/23/98]

Semi-annual Monitoring Reports

24. In addition to all applicable reporting requirements identified in this permit, the permittee shall submit
reports of any required monitoring at least every six months. The permitiee’s semiannual reporting
periods shall be from January 1 to June 30 and July 1 to December 31. All instances of deviations from
this operating permit’s requirements must be clearly identified in the report. The semiannual reports
shall be submitted to DEQ no later than July 31 and January 31 of each year.

[IDAPA 58.01.01.322.15.q, 3/23/98; IDAPA 58.01.01.322.08.¢, 4/5/00; 40 CFR 70.6{a)(3){iii}]

Reporting Deviations and Excess Emissions

25, The permittee shail promptly report all deviations from permit requirements including upset conditions,
their probabie cause, and any corrective actions or preventive measures taken. For excess emissions, the
report shall be made in accordance with IDAPA 58.01.01.130-136. For all other deviations, the report
shall be made in accordance with IDAPA 58.01.01.322.08.c, unless otherwise specified in this permit.

[IDAPA 58.01.01.322.15.4, 3/23/98; IDAPA 58,01.01,135, 4/5/00; 40 CFR 70.6{a){3)(iif}]

Permit Revision Not Required

26. No permit revision shall be required under any approved economic incentives, marketable permits,
emissions trading, and other similar programs or processes for changes that are provided for in the
permit.

[IDAPA 58.01.01.322.05.b, 4/5/00; 40 CFR 70.6(a)(8)]

Emergency
27. In accordance with IDAPA 58.01.01.332, an “emergency” as defined in IDAPA 58.01.01.008,
constitutes an affirmative defense to an action brought for noncompliance with such technology-based

emissions limitation if the conditions of [DAPA 58.01.01.332.02 are met.
[IDAPA 58.01.01.332.01, 3/19/99; 40 CFR 70.6(g)]
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